BUILDING SCIENGES « MATERIALS TESTING

' 73 William Franks Drive
y / West Springfield, MA 01089
Y Telephone 413-781-0070

Fax 413-781-3734
ENVIRONMENTAL - GEOTECHNICAL www.atcgroupservices.com

December 7, 2016

Ms. Ellen Boyer

Library Director
Greenfield Public Library
402 Main Street
Greenfield, MA 01301

Re:

Hazardous Materials Assessment
Greenfield Fire Station Renovation/Demolition
Greenfield, Massachusetts

Dear Ms. Boyer:

ATC Group Services LLC (ATC) was retained by the Town of Greenfield to perform a Hazardous
Material Survey at the above referenced site. Specifically, ATC's Scope of Work included the following:

1. Performance of a limited Asbestos Inspection for suspect asbestos-containing materials (ACM) to
determine the type, location and condition of ACM present that will be affected by the forthcoming
renovation/demolition project.

2. Assessment at to the presence of lead-containing paint within the building.

3. Visual Assessment of the location and presence of PCB light ballasts, fluorescent light tubes and
other miscellaneous hazardous materials within the building.

4. Provide a written summary of all on-site findings including remediation requirements and cost
estimates.

Limitations:

ATC’s survey only included accessible areas within the interior and exterior of the building.
Destructive testing to open up solid walls, floors or ceilings was not performed.

ATC did not access any electrical boxes, panels, equipment (including wiring) or subsurface vaults or
manholes.

ATC’s survey did not include sampling of the existing roof.

ATC’s hazmat survey does not include sampling and analysis of materials suspect to contain PCBs.
ATC'’s review associated with underground storage tanks (USTs) at the site only included a visual
assessment and cursory review of site records.

Outlined below is a summary of ATC’s findings:

L

ASBESTOS SURVEY

ATC's asbestos inspection included a visual assessment of accessible suspect asbestos-containing
materials and subsequent bulk sampling and analysis was performed. The Asbestos inspection
and bulk sampling was performed in accordance with the methods outlined in the U.S. EPA
guidance document titled, Guidance for Controlling Asbestos-Containing Materials in Buildings
(Document No. 560/5-85/024). In addition, bulk sampling of asbestos was performed in
accordance with 40 CFR Part 763, Asbestos Hazard Emergency Response Act (AHERA)
requirements for number of samples and types of asbestos materials to be sampled. According to
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these requirements, materials are classified as either surfacing (e.g., ceiling plaster, wall plaster,
spray-applied fireproofing), thermal system insulation (e.g., pipe insulation, pipe fitting
insulation, boiler insulation), or miscellaneous materials (e.g., floor tile, ceiling tile, wallboard).
The number of samples collected from each material varies based on the classification of the
material and increases as the potential for a non-uniform mixture of asbestos in the material
increases.

All bulk samples were analyzed for asbestos content using Polarized Light Microscopy (PLM)
with Dispersion Staining EPA Method 600/R-93/116 per 40 CFR 763. To qualify as asbestos
containing, the material must be determined to contain greater than one percent (>1%) asbestos
from a homogeneous material area set of samples.

Consequently, according to the EPA/AHERA criteria, all bulk samples from a homogeneous area
must be found to contain less than or equal to one percent (<1%) asbestos in order to be
classified as non-asbestos-containing.

Findings:

e  Asbestos-containing materials were detected at the site.

* Inaccordance with Massachusetts Department of Environmental Protection (DEP) and EPA’s
National Emission Standards for Hazardous Air Pollutants (NESHAP) Regulations, materials
found to be asbestos-containing must be abated prior to renovation/demolition activities that
disturb such materials.

e All asbestos abatement work shall be performed by a Massachusetts licensed asbestos
abatement contractor in accordance with local, state and federal regulations.

e Refer to Attachment A (Table 1.0) that summarizes materials CONFIRMED to be asbestos-
containing at the site.

» Refer to Attachment B for the Asbestos Bulk Sample Analysis Laboratory Reports.

o Negative Materials — The following materials were determined to be NEGATIVE for
asbestos at the site:

Blown In Attic Insulation

Black Foundation Wall Coating (Exterior)

Wall and Ceiling Plaster Skim Coat

Wall and Ceiling Plaster Base Coat

2’ x 2’ Hard Board Ceiling

Sheetrock

4” Black Cove Base and Adhesive

6” Sandstone Cove Base and Adhesive

12” x 12” Sand Mottled Floor Tile and Adhesive
Pyro-Bar Block Inside Walls

2’ x 4’ Drop-In Ceiling Tiles

Rough Textured Ceiling Coat

Terrazzo Flooring

6” White Cove Base and Adhesive

Black Sink Undercoat

Interior Window Caulking (Double Hung Units)
Terrazzo Cove Base

Countertop Caulk & Mastic

Caulking on Stairwell Stringer

VVVVVVVVVVVVVVVVVVY
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Carpet Mastic

12” x12” Green Mottled Floor Tile & Mastic

12” x 12” Old Ceiling Above New Ceilings

2’ x 2” Ceiling Tile

I’ x 1° Ceiling Tile and Mastic

Fiberglass Insulation Above Ceiling

Vermiculite Wall Insulation

Brown Pebble Terrazzo Floor

6” Black Cove Base and Mastic

Green Stair Tread Mastic

Brown Caulk on Block Wall

Skim Coat on Waffle Ceiling (Garage)

Yellow Mastic on Garage Door

Skim Coat on Pipe Insulation

Red Pedestal

Yellow Duct Sealant

White Door Frame Caulk

Interior Glazing Compound on 12-Light Door
Wallboard Mastic (Bathroom)

Interior Brown Window Frame Caulking

Interior Brown Window Glazing Compound

12” x 12 Gray Mottled Floor Tile and Mastic

Interior Black Glazing Compound on Security Door Window
Brown Exhaust Fan Caulking

Chimney Mud

Interior Glazing Compound on Metal Casement Window
Security Door Window Glazing Compound

Exterior White Caulk on Vinyl Window Units

Exterior Glazing Compound on 8-Light Round Window
Exterior Window Caulking on 40” x 48” Double Hung Window
Exterior White Door Caulking (Main Entrance)

Exterior Window Glazing Compound (6-Light Door)
Exterior Brown Caulking on White Vinyl Siding
Exterior Glazing Compound on 12-Light Door

Exterior Glazing Compound on 4-Light Transom Door
Exterior White Caulk on Plywood over Vent

Exterior Door Caulking on 1-Light Double Door
Exterior Brown Caulking on 1’ x 9’ Fixed Window
Exterior Caulking on New Double Hung Windows (Garage)
Exterior Caulking on Casement Window (Garage)
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II. LEAD PAINT TESTING (XRF)

ATC performed a random lead inspection of painted, stained or varnished components located at
the building. All testing was performed utilizing a portable X-Ray Fluorescent (XRF) Analyzer.
For the purpose of reporting, the building was divided into “testing combinations”. Testing
combinations are defined as types of painted building components that appear uniform in paint
color and architectural feature. All personnel who operated the portable XRF analyzer were
trained by the manufacturer in safety measures and testing protocols.
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II1.

In accordance with the Occupational Safety and Health Administration (OSHA), any result of
lead constitutes the material to be considered lead-containing and subject to the compliance with
OSHA 29 CFR 1926.62 Regulations during construction. OSHA does not consider any method
that relies solely on the analysis of bulk materials or surface content of lead (or other toxic
material) to be acceptable for safely predicting employee exposure to airborne contaminants.
Without air monitoring results or without the benefit of historical or objective data (including air
sampling which clearly demonstrates that the employee cannot be exposed above the action level
during any process, operation, or activity) the analysis of bulk or surface samples cannot be used
to determine employee airborne exposure.

Findings:

* Lead-containing paint was detected in several material applications throughout the building.

 In general, lead was detected therefore the Contractor shall be required to comply with OSHA
29 CFR 1926.62 Regulations with regards to protection of employees during
renovation/demolition activities.

 The building is not considered a residence where children under the age of six (6) would
reside, therefore abatement of lead-containing components will not be required as per
Massachusetts Department of Public Health (DPH) "Child Lead Poisoning and Prevention
Regulations.

* All demolition debris shall be subject to federal Environmental Protection Agency (EPA)
Resource Conservation and Recovery Act (RCRA) and Massachusetts Department of
Environmental Protection (DEP) Regulations with regards to disposal.

* Refer to Attachment C for a summary of the lead testing performed by ATC at the site.

MISCELLANEOUS HAZARDOUS MATERIALS

ATC performed a hazardous materials survey which consisted of an inspection of accessible
portions of the building. The survey did not include inspection for hazardous materials located
behind finished walls/ceilings/floors of the surveyed areas. ATC survey was a visual observation
only and physical sampling was not performed.

During the survey inspection, each accessible room/area was inspected for the presence of
hazardous materials that will need to be properly disposed or stored prior to
renovation/demolition of the building. The survey included PCB-containing ballasts and
electrical equipment, mercury-containing electrical and building components, and other potential
hazardous materials including oil storage tanks (USTs), chemicals, refrigerants, or unlabeled
containers that may require special handling and disposal.

Findings:

® Records reviewed indicated that a 500 gallon UST and 1000 gallon UST were removed from
the site on November 3, 1988. Additionally, a 1000 gallon UST was removed on February
21, 1995. There were no indications of contaminated soil issues with any of the three USTs
removed.

* Two (2) above ground oil storage tanks (AST’s) were observed in the Basement Garage
which were installed in 1994. Both tanks appeared to be in good working condition. If the
ASTs are taken off line, then each tank and associated fuel lines shall be properly drained of
all fuel, cleaned and downsized for off-site disposal in accordance with local, state and
federal regulations.
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* In general, electrical equipment, white goods and other hazardous materials were observed to
be present in the building. The majority of the equipment and materials observed most likely
will be retained during renovation/demolition activities and reused in the future. However, if
the equipment and/or material is to be taken off-line and not reused, recommend properly
removal and disposal in accordance with local, state and federal regulations,

® Refer to Attachment D for a list of hazardous materials identified at the site.

If you have any questions regarding this report or require additional information, please give me a call at
(413) 664-6687.

ATC Group Services LLC ATC Group Services LLC
Derrick Wissman Brian Williams

Senior Project Manager Branch Manager
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ATTACHMENT A

SUMMARY OF CONFIRMED ACM (TABLE 1.0)



TABLE 1.0

SUMMARY OF ASBESTOS MATERIALS
GREENFIELD FIRE STATION

December 7, 2016

NO. ROOM/LOCATION MATERIAL QUANTITY[ UNIT NOTES

1 |2nd Floor Library 9" x 9" Floor Tile and Mastic 310 SF

2 |2nd Floor Recreation Room 9" x 9" Floor Tile and Mastic 1,125 SF

3 |2nd Floor Kitchen 9" x 9" Floor Tile and Mastic 310 SF

4 |East Side Stairwell/Common Hallway 9" x 9" Floor Tile and Mastic 220 SF

5 [2nd Floor Bunk Room 1 9" x 9" Floor Tile and Mastic 470 SF

6 |Locker Room/Common Hallway 9" x 9" Floor Tile and Mastic 400 SF

7 |2nd Floor Hallway 9" x 9" Floor Tile and Mastic 125 SF

8 |2nd Floor Bunk Room 2 9" x 9" Floor Tile and Mastic 415 SF

9 |West Stairwell/Common Hallway 9" x 9" Floor Tile and Mastic 360 SF

10 |Wes Common Hallway 9" x 9" Floor Tile and Mastic 105 SF

11 |2nd Floor Bunk Room 4 9" x 9" Floor Tile and Mastic 200 SF

12 {2nd Floor Bunk Room 5 9" x 9" Floor Tile and Mastic 145 SF

13 |Basement - Northwest Common Area 9" x 9" Floor Tile and Mastic 60 SF

14 |2nd Floor Library Insulation Behind Heating Vents 1 EA Recessed in wall units
15 |2nd Floor Recreation Room Insulation Behind Heating Vents 2 EA Recessed in wall units
16 |2nd Floor Kitchen Insulation Behind Heating Vents 1 EA Recessed in wall units
17 |East Side Stairwell/lCommon Hallway Insulation Behind Heating Vents 1 EA Recessed in wall units
18 |2nd Floor Custodial Closet Insulation Behind Heating Vents 1 EA Recessed in wall units
19 |2nd Floor Bathroom Insulation Behind Heating Vents 1 EA Recessed in wall units
20 |2nd Floor Bunk Room 2 Insulation Behind Heating Vents 2 EA Recessed in wall units
21 |2nd Floor Bunk Room 3 Insulation Behind Heating Vents 1 EA Recessed in wall units
22 |West Stairwell/Common Hallway Insulation Behind Heating Vents 2 EA Recessed in wall units
23 |1st Floor Chief Office Insulation Behind Heating Vents 1 EA Recessed in wall units
24 |1st Floor Secretary Bathroom Insulation Behind Heating Vents 1 EA Recessed in wall units
25 | 1st Floor Deputy Chief Office Insulation Behind Heating Vents 2 EA Recessed in wall units
26 |West Entrance Bathroom Insulation Behind Heating Vents 1 EA Recessed in wall units
27 |2nd Floor Kitchen Sheetrock & Joint Compound 90 SF Trace asbestos (<1%)
28 [2nd Floor Shower Room Sheetrock & Joint Compound 105 SF Trace asbestos (<1%)
29 [2nd Floor Bathroom 2 Sheetrock & Joint Compound 85 SF Trace asbestos (<1%)
30 |1st Floor Fire Chief Office Sheetrock & Joint Compound 665 SF Trace asbestos (<1%)
31 [1st Floor Secretary Office Sheetrock & Joint Compound 570 SF Trace asbestos (<1%)
32 | 1st Floor Secretary Bathroom Sheetrock & Joint Compound 250 SF Trace asbestos (<1%)
33 |Front Entrance/Common Area Sheetrock & Joint Compound 520 SF Trace asbestos (<1%)
34 |Radio Room Sheetrock & Joint Compound 210 SF Trace asbestos (<1%)
35 |Fire Prevention Sheetrock & Joint Compound 250 SF Trace asbestos (<1%)
36 |Oxygen Storage Sheetrock & Joint Compound 345 SF Trace asbestos (<1%)
37 |East Entrance Sheetrock & Joint Compound 320 SF Trace asbestos (<1%)
38 |Ladder Garage Sheetrock & Joint Compound 285 SF Trace asbestos (<1%)
39 |Fire Chief Garage Sheetrock & Joint Compound 505 SF Trace asbestos (<1%)
40 |Weight Room Sheetrock & Joint Compound 245 SF Trace asbestos (<1%)
41 [2nd Floor Kitchen Mastic Behind Countertop Backsplash 30 LF

42 |2nd Floor Bathroom Mastic Behind Countertop Backsplash 10 LF

43 | 1st Floor Secretary Bathroom Mastic Behind Countertop Backsplash 6 LF

44 |2nd Floor Kitchen Pipe and Fitting Insulation 10 LF Inside wall chases

45 |2nd Floor Shower Room Pipe and Fitting Insulation 20 LF Inside wall chases

46 |2nd Floor Bathroom Pipe and Fitting Insulation 20 LF Inside wall chases

47 |2nd Floor Bathroom 2 Pipe and Fitting Insulation 20 LF Inside wall chases

48 |1st Floor Secretary Bathroom Pipe and Fitting Insulation 10 LF Inside wall chases

49 [Oxygen Storage Pipe and Fitting Insulation 10 LF Inside wall chases

50 |1st Floor West Entrance Bathroom Pipe and Fitting Insulation 10 LF Inside wall chases

51 |2nd Floor Shower Room Grout/Mastic Under Shower Floor 40 SF

62 |2nd Floor Bathroom 2 Grout/Mastic Under Shower Floor 4 SF

EA = Each (i.e. total unit/‘component)}
LF = Linear Foot
SF = Square Foot
ATTACHMENT A



TABLE 1.0

SUMMARY OF ASBESTOS MATERIALS
GREENFIELD FIRE STATION

December 7, 2016

NO. ROOM/LOCATION MATERIAL QUANTITY| UNIT NOTES
53 |1st Floor Fire Prevention Door Caulking 30 LF

54 |Hose Dryer Room Door Glazing Compound 1 EA On 4-Light

65 |Oxygen Storage Mastic Behind Bath Board 65 SF

56 |Boiler Room Boiler Units 1 EA Includes all interior/exterior ACM
57 |Boiler Room Valve Gaskets EA

58 |Communication Room/Software Pipe Fittings on Fiberglass Lines 10 EA

59 |Civil Defense Pipe Fittings on Fiberglass Lines EA

60 |Exterior Window Frame Caulking 36 EA Double Hung Wood Unit

61 |Exterior Window Frame Caulking 3 EA Round 8-Light

62 |Exterior Tan Caulking on Fan Vent 10 LF

63 |Exterior Door Frame Caulking 17 LF B-Side, 12 Light Exit Door
64 |Exterior Door Frame Caulking 30 LF Civil Defense Exit Door

65 |Exterior White Caulk on Siding 100 LF Tongue & Groove Siding

66 |Exterior Paper Under Vinyl Siding 180 SF Tongue & Groove Siding

EA = Each (i.e. total unit/component)
LF = Linear Foot
SF = Square Foot

ATTACHMENT A
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PLM BULK ASBESTOS LABORATORY REPORT



y ’ : Customer ID: ATC62
307 West 38th Street New York, NY 10018 Customer PO: 11-81-0030
TellFax: (212) 280-0051 / (212) 290-0058 Project ID:
v,
http://www.EMSL.com / manhattanlab@emsl.com
-
Attention: Derrick Wissman Phone: (413) 781-0070
ATC Group Services LLC Fax: (413)781-3734
73 William Franks Drive Received Date: 10/12/2016 7:25 AM
West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016
Collected Date: 10/03/2016
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA )
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy
Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-01A ATTIC - BLOWN IN White/Pink 94% MinWool 6% Non-fibrous (Other) None Detected
031630826-0001 INSULATION Fibrous
Homogeneous
GFD-018 ATTIC - BLOWN IN White/Pink 97% MinWool 3% Non-fibrous (Other) None Detected
031630826-0002 INSULATION Fibrous
Homogeneous
GFD-01C ATTIC - BLOWN IN White 85% MinWool 15% Non-fibrous (Other) None Detected
031630826-0003 INSULATION Fibrous
Homogeneous
GFD-02A ATTIC - BLOWN IN White/Pink 98% MinWool 2% Non-fibrous (Other) None Detected
031630826-0004 INSULATION Fibrous
Homogeneous
GFD-02B ATTIC - BLOWN IN White/Pink 98% MinWool 2% Non-fibrous (Other) None Detected
031630826-0005 INSULATION Fibrous
Homogeneous
GFD-02C ATTIC - BLOWN IN White 90% MinWool 10% Non-fibrous (Other) None Detected
031630826-0006 INSULATION Fibrous
Homogeneous
GFD-03A EXTERIOR WALLS - Black 2% Cellulose 17% Quartz None Detected
031630826-0007 BLACK FOUNDATION Non-Fibrous 81% Non-fibrous (Other)
WALL COAT
Homogeneous
GFD-03B EXTERIOR WALLS - Tan/Black 3% Cellulose 25% Quartz None Detected
031630826-0008 BLACK FOUNDATION Non-Fibrous 10% Ca Carbonate
WALL COAT 62% Non-fibrous (Other)
Homogeneous
GFD-03C EXTERIOR WALLS - Black 45% Quartz None Detected
031630826-0009 BLACK FOUNDATION Non-Fibrous 15% Non-fibrous (Other)
WALL COAT
Homogeneous
GFD-04A LIBRARY - PLASTER Tan/White 55% Ca Carbonate None Detected
031630826-0010 SKIM Non-Fibrous 45% Non-fibrous (Other)
Homogeneous
Result includes a small amount of inseparable attached material
EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced except in full. without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples recelved in good condition unless otherwise noted  Estimated accuracy, precision and uncertainty data available upon request.
Unless requested by the client, building materials manufactured with muttiple layers (i.e. linoleum, wallboard, etc ) are reported as a single sample. Reporting limit is 1%
Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC—IHLAP Accredited #102581, NVLAP Lab Code 101048-8, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AAGO0170
Initial report from: 10/17/2016 11:37:06 j

Printed:10/17/2016 12:41:53PM Page 1 of 21



y ! : Customer ID: ATC62
307 West 38th Street New York, NY 10018 Customer PO: 11-81-0030
Tel/Fax: (212) 290-0051 / (212) 280-0058 Project ID:
http:/iwww.EMSL.com / manhattanlab@emsl.com ~
A N
Attention: Derrick Wissman Phone: (413)781-0070
ATC Group Services LLC Fax: (413)781-3734
73 William Franks Drive Received Date: 10/12/2016 7:25 AM
West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016
Collected Date: 10/03/2016
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy
Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-04B 2ND FLOOR REC White 50% Ca Carbonate None Detected
031630826-0011 ROOM - PLASTER Non-Fibrous 50% Non-fibrous (Other)
SKIM
Homogeneous
Result includes a small amount of inseparable attached material
GFD-04C 2ND FLOOR BUNK Tan/White 60% Ca Carbonate None Detected
031630826-0012 ROOM 1 - PLASTER Non-Fibrous 40% Non-fibrous (Other)
SKIM
Homogeneous
Inseparable paint / coating layer included in analysis
Result includes a small amount of inseparable attached material
GFD-04D 2ND FLOOR BUNK White 45% Ca Carbonate None Detected
031630826-0013 ROOM 2 - PLASTER Non-Fibrous 55% Non-fibrous (Other)
SKIM
Homogeneous
Result includes a small amount of inseparable attached material
GFD-04E 1ST FLOOR COMMON White 45% Ca Carbonate None Detected
031630826-0014 HALL - PLASTER Non-Fibrous 55% Non-fibrous (Other)
SKIM
Homogeneous
Result includes a small amount of inseparable attached material
GFD-04F 1ST FLOOR COMMON White 40% Ca Carbonate None Detected
031630826-0015 HALL - PLASTER Non-Fibrous 60% Non-fibrous (Other)
SKIM
Homogeneous
Result includes a small amount of inseparable attached material
GFD-04G 1ST FLOOR DEPUTY Tan/White 46% Ca Carbonate None Detected
031630826-0016 CHIEF OFFICE - Non-Fibrous 54% Non-fibrous (Other)
PLASTER SKIM
Homogeneous
Result includes a small amount of inseparable attached material
GFD-04H REAR WORKSHOP - White 60% Ca Carbonate None Detected
031630826-0017 PLASTER SKIM Non-Fibrous 40% Non-fibrous (Other)
Homogeneous
GFD-04I NORTHWEST White 60% Ca Carbonate None Detected
031630826-0018 COMMON AREA - Non-Fibrous 40% Non-fibrous (Other)
PLASTER SKIM
Homogeneous
EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL  EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request
Unless requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc ) are reported as a single sample. Reporting limit is 1%
Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC--IHLAP Accredited #102581, NVLAP Lab Code 101048-9, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AADC0170
(lnitial report from: 10/17/2016 11:37:06 )

Printed:10/17/2016 12:41:53PM Page 2 of 21



EMSL Analytical, Inc.

307 West 38th Street New York, NY 10018
Tel/Fax: (212) 290-0051 / (212) 290-0058

http://www.EMSL.com / manhattanlab@emsl.com

EMSL Order: 031630826
Customer ID: ATC62
Customer PO: 11-81-0030
Project ID:

Attention: Derrick Wissman
ATC Group Services LLC
73 William Franks Drive
West Springfield, MA 01089

Phone: (413)781-0070
Fax: (413)781-3734
Received Date: 10/12/2016 7:25 AM
Analysis Date: 10/16/2016 - 10/17/2016

Collected Date: 10/03/2016

Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-05A LIBRARY - PLASTER Tan 1% Cellulose 40% Quartz None Detected
031630826-0019 BASE Non-Fibrous 50% Gypsum
9% Non-fibrous (Other)
Homogeneous
Result includes a small amount of inseparable attached material
GFD-05B 2ND FLOOR REC Tan 47% Quartz None Detected
031630826-0020 ROOM - PLASTER Non-Fibrous 40% Gypsum
BASE 13% Non-fibrous (Other)
Homogeneous
Inseparable paint / coating layer included in analysis
GFD-05C 2ND FLOOR BUNK Tan/White <1% Cellulose 65% Quartz None Detected
031630826-0021 ROOM 1 - PLASTER Non-Fibrous 27% Gypsum
BASE 8% Non-fibrous (Other)
Homogeneous
GFD-05D 2ND FLOOR BUNK Tan 55% Quartz None Detected
031630826-0022 ROOM 2 - PLASTER Non-Fibrous 40% Gypsum
BASE 5% Non-fibrous (Other)
Homogeneous
Result includes a smal!l amount of inseparable attached material
GFD-05E 18T FLOOR COMMON Brown 60% Quartz None Detected
031630826-0023 HALL - PLASTER Non-Fibrous 13% Ca Carbonate
BASE 27% Non-fibrous (Other)
Homogeneous
GFD-05F 1ST FLOOR COMMON Tan 68% Quartz None Detected
031630826-0024 HALL - PLASTER Non-Fibrous 30% Gypsum
BASE 2% Non-fibrous (Other)
Homogeneous
GFD-05G 18T FLOOR DEPUTY Tan 47% Quartz None Detected
031630826-0025 CHIEF OFFICE - Non-Fibrous 42% Gypsum
PLASTER BASE 11% Non-fibrous (Other)
Homogeneous
GFD-05H REAR WORKSHOP - Gray/Tan 40% Quartz None Detected
031630826-0026 PLASTER BASE Non-Fibrous 15% Ca Carbonate
45% Non-fibrous (Other)
Homogeneous
GFD-05I NORTHWEST Gray 55% Quartz None Detected
031630826-0027 COMMON AREA - Non-Fibrous 15% Ca Carbonate
PLASTER BASE 30% Non-fibrous (Other)
Homogeneous

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL.  EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted Estimated accuracy, precision and uncertainty data available upon request
Unless requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc ) are reported as a single sample. Reporting Imit is 1%

Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC—~IHLAP Accredited #102581, NVLAP Lab Code 101048-9, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AAGCO170

(Initial report from: 10/17/2016 11:37.06

Printed:10/17/2016 12:41:53PM
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Customer ID: ATCG62
307 West 38th Street New York, NY 10018 Customer PO: 11-81-0030

TellFax: (212) 290-0051 / (212) 290-0058 Project ID:
http://www.EMSL.com / manhattanlab@emsl.com

Attention: Derrick Wissman Phone: (413) 781-0070
ATC Group Services LLC Fax: (413)781-3734
73 William Franks Drive Received Date: 10/12/2016 7:25 AM
West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016
Collected Date: 10/03/2016
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA )

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-09A 2ND FLOOR KITCHEN Gray 7% Cellulose 10% Ca Carbonate None Detected
031630826-0028 - 2X2' HARD BOARD Non-Fibrous 3% Glass 68% Gypsum
CEILING TILE 12% Non-fibrous (Other)
Homogeneous
GFD-09B 2ND FLOOR KITCHEN Brown/Gray 12% Cellulose 60% Gypsum None Detected
031630826-0029 - 2'X2' HARD BOARD Non-Fibrous 5% Mica
CEILING TILE 23% Non-fibrous (Other)
Homogeneous
GFD-10A-Sheetrock 2ND FLOOR KITCHEN Gray 11% Cellulose 73% Gypsum None Detected
031630826-0030 - SHEETROCK Non-Fibrous 16% Non-fibrous (Other)
Homogeneous
GFD-10A-Insulation 2ND FLOOR KITCHEN Pink 5% Cellulose 7% Non-fibrous (Other) None Detected
031630826-0030A - SHEETROCK Non-Fibrous 88% MinWool
Homogeneous
GFD-10B 2ND FLOOR WALL Gray 18% Cellulose 70% Gypsum None Detected
031630826-0031 CHAISE - Non-Fibrous 12% Non-fibrous (Other)
SHEETROCK
Homogeneous
GFD-10C 18T FLOOR FRONT Gray 4% Cellulose 77% Gypsum None Detected
031630826-0032 ENTRANCE AREA - Non-Fibrous 19% Non-fibrous (Other)
SHEETROCK
Homogeneous
GFD-10D 1ST FLOOR BATH 2 - Gray/Tan 13% Ca Carbonate None Detected
031630826-0033 SHEETROCK Non-Fibrous 45% Gypsum
42% Non-fibrous (Other)
Homogeneous
GFD-11A 2ND FLOOR KITCHEN White 68% Ca Carbonate <1% Chrysotile
031630826-0034 - JOINT COMPOUND Non-Fibrous 4% Mica
28% Non-fibrous (Other)
Homogeneous
Inseparable paint / coating layer included in analysis
GFD-11B 2ND FLOOR WALL White 60% Ca Carbonate <1% Chrysotile
031630826-0035 CHAISE - JOINT Non-Fibrous 40% Non-fibrous (Other)
COMPOUND
Homogeneous

Inseparable paint / coating layer included in analysis

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL  EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client  This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis, Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request
Unless requested by the client, building materials manufactured with multiple fayers (i.e linoleum, wallboard, etc ) are reported as a single sample. Reporting limit is 1%

Samples analyzed by EMSL Analytical, Inc New Yark, NY AIHA-LAP, LLC—IHLAP Accredited #102581, NVLAP Lab Code 101048-9, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AAG00170
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y ’ : Customer ID: ATC62
307 West 38th Street New York, NY 10018 Customer PO: 11-81-0030
TelfFax: (212) 290-0051 / (212) 290-0058 Project ID:
http://mww.EMSL.com / manhattanlab@emsl.com g
. )
Attention: Derrick Wissman Phone: (413)781-0070
ATC Group Services LLC Fax: (413)781-3734
73 William Franks Drive Received Date: 10/12/2016 7:25 AM
West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016
Collected Date: 10/03/2016
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA )
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy
Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-11C 18T FLOOR White 70% Ca Carbonate None Detected
031630826-0036 ENTRANCE FRONT Non-Fibrous 16% Mica
AREA - JOINT Homogeneous 14% Non-fibrous (Other)
COMPOUND g
Inseparable paint / coating layer included in analysis
GFD-11D 1ST FLOOR BATH 2 - White 65% Ca Carbonate None Detected
031630826-0037 JOINT COMPOUND Non-Fibrous 16% Mica
19% Non-fibrous (Other)
Homogeneous
GFD-11E OXYGEN STORAGE - White 70% Ca Carbonate None Detected
031630826-0038 JOINT COMPOUND Non-Fibrous 30% Non-fibrous (Other)
Homogeneous
GFD-11F LADDER GARAGE - White 60% Ca Carbonate None Detected
031630826-0039 JOINT COMPOUND Non-Fibrous 40% Non-fibrous (Other)
Homogeneous
GFD-13A 2ND FLOOR KITCHEN Black 22% Ca Carbonate None Detected
031630826-0040 - 4" BLACK COVE Non-Fibrous 78% Non-fibrous (Other)
BASE
Homogeneous
GFD-13B 2ND FLOOR KITCHEN Gray 40% Non-fibrous (Other) None Detected
031630826-0041 -4" BLACK COVE Non-Fibrous
BASE
Homogeneous
GFD-14A 2ND FLOOR KITCHEN Beige 1% Cellulose 19% Non-fibrous (Other) None Detected
031630826-0042 - MASTIC 4" BLACK Non-Fibrous
COVE BASE
Homogeneous
GFD-14B 2ND FLOOR KITCHEN Tan 35% Non-fibrous (Other) None Detected
031630826-0043 - MASTIC 4" BLACK Non-Fibrous
COVE BASE
Homogeneous
GFD-15A 2ND FLOOR KITCHEN Brown 100% Non-fibrous (Other) None Detected
031630826-0044 - 6" SANDTONE COVE Non-Fibrous
BASE
Homogeneous
GFD-15B 2ND FLOOR KITCHEN Tan 80% Non-fibrous (Other) None Detected
031630826-0045 - 68" SANDTONE COVE Non-Fibrous
BASE
Homogeneous

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Naon-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition un'ess otherwise noted. Estimated accuracy, precision and uncertainty data available upon request
Unless requested by the client, building materials manufactured with multiple layers (i e linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%

Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LL.C—-IHLAP Accredited #102581, NVLAP Lab Code 101048-9, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AAOCO170
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EMSL Order: 031630826
Customer ID: ATC62
Customer PO: 11-81-0030
Project ID:

EMSL Analytical, Inc.
307 West 38th Street New York, NY 10018
Tel/Fax: (212) 290-0051 / (212) 290-0058

http://www.EMSL.com / manhattanlab@emsl.com

Attention: Derrick Wissman Phone: (413)781-0070
ATC Group Services LLC Fax: (413)781-3734
73 William Franks Drive Received Date: 10/12/2016 7:25 AM
West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016
Collected Date: 10/03/2016
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using

Polarized Light Microscopy

Non-Asbestos Asbestos

Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-16A 2ND FLOOR KITCHEN Tan 3% Cellulose 5% Ca Carbonate None Detected
031630826-0046 - MASTIC 8" Non-Eibrous 32% Non-fibrous (Other)

SANDTONE COVE Homoneneous

BASE g
GFD-16B 2ND FLOOR KITCHEN Tan 45% Non-fibrous (Other) None Detected
031630826-0047 - MASTIC 6" Non-Fibrous

SANDTONE COVE Homoaeneous

BASE 9
GFD-17A 2ND FLOOR KITCHEN Tan 2% Cellulose 48% Ca Carbonate None Detected
031630826-0048 - 1'X1' SAND Non-Fibrous 50% Non-fibrous (Other)

MOTTLED FLOOR Homoaeneous

TILE g
GFD-17B 2ND FLOOR SHOWER Tan 1% Cellulose 53% Ca Carbonate None Detected
031630826-0049 ROOM - 1'X1' SAND Non-Fibrous 46% Non-fibrous (Other)

MOTTLED FLOOR Homoaeneous

TILE 9
GFD-17C 2ND FLOOR BATH 2 - Tan 55% Ca Carbonate None Detected
031630826-0050 1'X1"' SAND MOTTLED Non-Fibrous 45% Non-fibrous (Other)

FLOOR TILE

Homogeneous

GFD-17D 18T FLOOR Tan 12% Ca Carbonate None Detected
031630826-0051 SECRETARY OFFICE Non-Eibrous 88% Nan-fibrous (Other)

- I'X1' SAND Homogeneous

MOTTLED FLOOR g

TILE
GFD-18A 2ND FLOOR KITCHEN Black/Yellow 28% Cellulose 72% Non-fibrous (Other) None Detected
031630826-0052 - MASTIC 1'X1" SAND Fibrous

MOTTLED FLOOR Homogeneous

TILE mogen

Result includes a small amount of inseparable attached material

GFD-18B 2ND FLOOR SHOWER Black/Yellow 18% Cellulose 22% Non-fibrous (Other) None Detected
031630826-0053 ROOM - MASTIC 1'X1' Non-Fibrous

SAND MOTTLED H

FLOOR TILE omogeneous

Result includes a small amount of inseparable attached material

GFD-18C 2ND FLOOR BATH 2 - Black/Yellow 17% Cellulose 10% Quartz None Detected
031630826-0054 MASTIC 1'X1' SAND Non-Fibrous 73% Non-fibrous (Other)

MOTTLED FLOOR HomoaEneous

TILE 9

Resul't includes a small amount of inseparable attached material

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to

claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government

Non-friable organically bound materials present a problem matrix and therefore

EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request

Unless requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc ) are reported as a single sample. Reporting limit is 1%

Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC--IHLAP Accredited #102581, NVLAP Lab Code 101048-8, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AACO0170
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EMSL Order: 031630826
Customer ID: ATC62
Customer PO: 11-81-0030

EMSL Analytical, Inc.

307 West 38th Street New York, NY 10018
TellFax: (212) 290-0051 / (212) 290-0058

Project ID: )
http://iwww.EMSL.com / manhattanlab@ems!.com
Attention: Derrick Wissman Phone: (413)781-0070
ATC Group Services LLC Fax: (413)781-3734

73 William Franks Drive
West Springfield, MA 01089

Received Date: 10/12/2016 7:25 AM
Analysis Date: 10/16/2016 - 10/17/2016
Collected Date: 10/03/2016

Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-18D 1ST FLOOR Brown 55% Non-fibrous (Other) None Detected
031630826-0055 SECRETARY OFFICE Non-Fibrous
- MASTIC 1'X1' SAND Homogeneous
MOTTLED FLOOR g
TILE
GFD-19A 2ND FLOOR WALL Brown/Gray 18% Cellulose 78% Gypsum None Detected
031630826-0056 CHASE - PYRO Fibrous 4% Non-fibrous (Other)
BLOCK
Homogeneous
GFD-19B 2ND FLOOR WALL Gray 6% Cellulose 75% Gypsum None Detected
031630826-0057 CHASE - PYRO Non-Fibrous 19% Non-fibrous (Other)
BLOCK
Homogeneous
GFD-20A 2ND FLOOR BUNK Tan 55% Cellulose 3% Non-fibrous (Other) None Detected
031630826-0058 ROOM 1 - 2'X4' Fibrous 42% MinWool
FISSURED CEILING Homogeneous
TILE mogeneou
GFD-20B 2ND FLOOR Brown 15% Cellulose 25% Non-fibrous (Other) None Detected
031630826-0059 COMMON HALL - 2'X4' Non-Fibrous 60% MinWool
FISSURED CEILING Homogeneous
TILE o
GFD-21A 2ND FLOOR White 33% Quartz None Detected
031630826-0060 COMMON HALL - Non-Fibrous 35% Ca Carbonate
ROUGH TEXTURED Homogeneous 30% Gypsum
CEILING omog 2% Non-fibrous (Other)
GFD-21B 2ND FLOOR White 45% Quartz None Detected
031630826-0061 COMMON HALL - Non-Fibrous 37% Ca Carbonate
ROUGH TEXTURED Homogensous 17% Gypsum
CEILING g 1% Non-fibrous (Other)
GFD-21C 2ND FLOOR Tan 35% Quartz None Detected
031630826-0062 COMMON HALL - Non-Fibrous 40% Ca Carbonate
ROUGH TEXTURED Homogeneous 25% Non-fibrous (Other)
CEILING 9
GFD-22A 2ND FLOOR BATH 2 - Gray 1% Cellulose 2% Quartz None Detected
031630826-0063 TERRAZZO FLOOR Non-Fibrous 55% Ca Carbonate
42% Non-fibrous (Other)
Homogeneous
GFD-228 1ST FLOOR Tan 30% Quartz None Detected
031630826-0064 SECRETARY OFFICE Non-Fibrous 6% Ca Carbonate
- TERRAZZO FLOOR 64% Non-fibrous (Other)
Homogeneous

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request
Unless requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%

Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC~—IHLAP Accredited #1 02581, NVLAP Lab Code 101048-9, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AAGO0170
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EMSL Order: 031630826
Customer ID: ATC62
Customer PO: 11-81-0030

EMSL Analytical, Inc.

307 West 38th Street New York, NY 10018
Tel/Fax: (212) 280-0051 / (212) 290-0058

Project ID:
http:/iwww.EMSL.com / manhattanlab@emsl.com g
Attention: Derrick Wissman Phone: (413) 781-0070
ATC Group Services LLC Fax: (413)781-3734

73 William Franks Drive
West Springfield, MA 01089

Received Date: 10/12/2016 7:25 AM
Analysis Date: 10/16/2016 - 10/17/2016
Collected Date: 10/03/2016

Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-24A 2ND FLOOR SHOWER White 18% Ca Carbonate None Detected
031630826-0065 ROOM - 68" WHITE Non-Fibrous 82% Non-fibrous (Other)
COVE BASE
Homogeneous
GFD-24B 2ND FLOOR SHOWER Tan 12% Ca Carbonate None Detected
031630826-0066 ROOM - 6" WHITE Non-Fibrous 88% Non-fibrous (Other)
COVE BASE
Homogeneous
GFD-25A 2ND FLOOR SHOWER Yellow 4% Ca Carbonate None Detected
031630826-0067 ROOM - MASTIC 6" Non-Fibrous 21% Non-fibrous (Other)
WHITE COVE BASE
Homogeneous
GFD-25B 2ND FLOOR SHOWER Tan 60% Non-fibrous (Other) None Detected
031630826-0068 ROOM - MASTIC 6" Non-Fibrous
WHITE COVE BASE
Homogeneous
GFD-26A 2ND FLOOR SHOWER Black 2% Cellulose 28% Non-fibrous (Other) None Detected
031630826-0069 ROOM - BLACK SINK Non-Fibrous
UNDERCOAT
Homogeneous
GFD-26B OXYGEN STORAGE - Insulficaficient
031630826-0070 BLACK SINK Masérial
UNDERCOAT Material
GFD-27A 2ND FLOOR SHOWER Tan/White/Clear 2% Cellulose 25% Ca Carbonate None Detected
031630826-0071 ROOM - INTERIOR Non-Fibrous 73% Non-fibrous (Other)
DOUBLE HUNG H
WINDOW FRAME omogeneous
CAULK
GFD-27B WORKSHOP - White/Clear <1% Cellulose 15% Ca Carbonate None Detected
031630826-0072 INTERIOR DOUBLE Non-Fibrous 85% Non-fibrous (Other)
HUNG WINDOW Homogeneous
FRAME CAULK 9
GFD-27C WORKSHOP - Yellow 3% Cellulose 29% Non-fibrous (Other) None Detected
031630826-0073 INTERIOR DOUBLE Non-Fibrous
HUNG WINDOW Homogeneous
FRAME CAULK 9
GFD-29A 2ND FLOOR Gray/White 43% Quartz None Detected
031630826-0074 COMMON HALL - Non-Fibrous 25% Ca Carbonate
TERRAZZO COVE 32% Non-fibrous (Other)
BASE Homogeneous

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test resulits are the responsibility of the client. This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted Estimated accuracy, precision and uncertainty data available upon request

Unless requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%

Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC--IHLAP Accredited #102581, NVLAP Lab Code 101048-9, NYS ELAP 11506, NJ NY022, CT PH-0170, MAAAQCO170
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: EMSL Order: 031630826
EMSL Analytical, Inc. Customer Ib: ATEGS
307 West 38th Street New York, NY 10018 customer PO: 11_81_0030
TelFax: (212) 290-0051 / (212) 290-0058 Project ID: J
http://www.EMSL.com / manhattanlab@emsl.com
—
Attention: Derrick Wissman Phone: (413) 781-0070
ATC Group Services LLC Fax: (413)781-3734
73 William Franks Drive Received Date: 10/12/2016 7:25 AM
West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016
Collected Date: 10/03/2016
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA J

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-29B 2ND FLOOR BATH 2 - Gray/White 35% Quartz None Detected
031630826-0075 TERRAZZO COVE Non-Fibrous 30% Gypsum
BASE 35% Non-fibrous (Other)
Homogeneous
GFD-30A 2ND FLOOR BATH 2 - White 37% Ca Carbonate None Detected
031630826-0076 COUNTERTOP Non-Fibrous 63% Non-fibrous (Other)
CAULK & MASTIC
Homogeneous
GFD-30B 2ND FLOOR BATH 2 - White 25% Ca Carbonate None Detected
031630826-0077 COUNTERTOP Non-Fibrous 75% Non-fibrous (Other)
CAULK & MASTIC
Homogeneous
GFD-31A WEST STAIWELL - Black 33% Ca Carbonate None Detected
031630826-0078 CAULKON Non-Fibrous 67% Non-fibrous (Other)
STAIRWELL Homogeneous
STRINGER moge
GFD-31B WEST STAIWELL - Black 20% Ca Carbonate None Detected
031630826-0079 CAULKON Non-Fibrous 80% Non-fibrous (Other)
STAIRWELL Homogeneous
STRINGER geneou
GFD-32A FIRE CHIEFS OFFICE Brown 2% Fibrous_Other 31% Non-fibrous (Other) None Detected
031630826-0080 - YELLOW CARPET Non-Fibrous
MASTIC
Homogeneous
GFD-328 FIRE CHIEFS OFFICE Yellow 5% Non-fibrous (Other) None Detected
031630826-0081 - YELLOW CARPET Non-Fibrous
MASTIC
Homogeneous
GFD-35A 1ST FLOOR COMMON Green 14% Quartz None Detected
031630826-0082 HALL - 1°X1' GREEN Non-Fibrous 86% Non-fibrous (Other)
MOTTLED FLOOR Homogeneous
TILE 9
GFD-35B 1ST FLOOR RADIO Not Submitted
031630826-0083 ROOM - 1'X1' GREEN
MOTTLED FLOOR
TILE
GFD-36A 1ST FLOOR COMMON Yellow 6% Cellulose 24% Non-fibrous (Other) None Detected
031630826-0084 HALL - MASTIC 1'X1' Non-Fibrous
GREEN MOTTLED H .
FLOOR TILE omogeneou

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request
Unless requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc ) are reported as a single sample. Reporting limit is 1%

Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC--IHLAP Accredited #102581, NVLAP Lab Code 101048-9, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AACD0170
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y ! ' Customer ID: ATC62
307 West 38th Street New York, NY 10018 Customer PO: 11-81-0030
TellFax: (212) 290-0051 / (212) 290-0058 Project ID: J
http://mww.EMSL.com / manhattanlab@emsl.com
: N
Attention: Derrick Wissman Phone: (413) 781-0070
ATC Group Services LLC Fax: (413)781-3734
73 William Franks Drive Received Date: 10/12/2016 7:25 AM
West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016
Collected Date: 10/03/2016
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA J
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy
Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-36B 1ST FLOOR RADIO Not Submitted
031630826-0085 ROOM - MASTIC 1'X1'
GREEN MOTTLED
FLOOR TILE
GFD-37A FRONT ENTRANCE/ Brown 88% Cellulose 12% Non-fibrous (Other) None Detected
031630826-0086 COMMON AREA Fibrous
ABOVE CEILING - Homogeneous
1'X1' OLD CEILING mog
TILE
GFD-37B FRONT ENTRANCE/ Brown 96% Cellulose 4% Non-fibrous (Other) None Detected
031630826-0087 COMMON AREA Fibrous
ABOVE CEILING - Homogeneous
1'X1' OLD CEILING omegeneo
TILE
GFD-38A FRONT ENTRANCE/ Brown 33% Cellulose 18% Perlite None Detected
031630826-0088 COMMON AREA - Fibrous 21% MinWool 28% Non-fibrous (Other)
2'X2' FISSURE Homogeneous
CEILING TILE dhichsl
GFD-38B FRONT ENTRANCE/ Gray 40% Cellulose 25% Perlite None Detected
031630826-0089 COMMON AREA - Fibrous 25% MinWool 10% Non-fibrous (Other)
2'X2' FISSURE Homogeneous
CEILING TILE g
GFD-39A FRONT ENTRANCE/ Gray 10% Cellulose 65% Gypsum None Detected
031630826-0090 COMMON AREA - Non-Fibrous 8% MinWool 17% Non-fibrous (Other)
1'X1"' CEILING TILE
Homogeneous
GFD-398B FRONT ENTRANCE/ Gray 55% MinWool 25% Gypsum None Detected
031630826-0091 COMMON AREA - Fibrous 20% Non-fibrous (Other)
1'X1' CEILING TILE
Homogeneous
GFD-40A FRONT ENTRANCE/ Insulifiziéficient
031630826-0092 COMMON AREA - Masérial
MASTIC UNDER 1'X1' Material
CEILING TILE
GFD-40B FRONT ENTRANCE/ Brown 2% Fibrous_Other 13% Non-fibrous (Other) None Detected
031630826-0093 COMMON AREA - Non-Fibrous
MASTIC UNDER 1'X1' Homogeneous
CEILING TILE g
EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government , Non-friable organically bound materials present a problem matrix and therefore
EMSL. recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request
Unless requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%
Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC—IHLAP Accredited #1 02581, NVLAP Lab Code 101048-9, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AAODO170
Initial report from: 10/17/2016 11:37:06 '
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: EMSL Order: 031630826
EMSL Analytical, Inc. Customer 1D ATCE?
307 West 38th Street New York, NY 10018 Customer PO: 11-81-0030
TellFax: (212) 290-0051 / (212) 290-0058 Project ID:
http://www.EMSL.com / manhattanlab@ems!.com <
Attention: Derrick Wissman Phone: (413) 781-0070
ATC Group Services LLC Fax: (413)781-3734
73 William Franks Drive Received Date: 10/12/2016 7:25 AM
West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016
Collected Date: 10/03/2016
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA J

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-41A FRONT ENTRANCE/ Brown/Yellow 15% Cellulose 25% Non-fibrous (Other) None Detected
031630826-0094 COMMON AREA Fibrous 60% Glass
ABOVE CEILING - Homogeneous
OLD FIBERGLASS
INSULATION
GFD-41B FRONT ENTRANCE/ Black/Yellow 5% Cellulose 3% Non-fibrous (Other) None Detected
031630826-0095 COMMON AREA Fibrous 92% Glass
ABOVE CEILING - Homogeneous
OLD FIBERGLASS
INSULATION
GFD-42A THROUGHOUT - Brown/Silver 95% Vermiculite None Detected
031630826-0096 VERMICULITE WALL Non-Fibrous 5% Non-fibrous (Other)
INSULATION
Homogeneous
GFD-428B THROUGHOUT - Gold 95% Vermiculite None Detected
031630826-0097 VERMICULITE WALL Non-Fibrous 5% Non-fibrous (Other)
INSULATION
Homogeneous
GFD-43A FIRE PREVENTION Gray 46% Ca Carbonate None Detected
031630826-0098 ROOM - BROWN Non-Fibrous 54% Non-fibrous (Other)
PEBLE TERRAZZO Homogeneous
FLOOR
GFD-43B FIRE PREVENTION Gray 35% Quartz None Detected
031630826-0099 ROOM - BROWN Non-Fibrous 25% Ca Carbonate
PEBLE TERRAZZO Homog@néous 40% Non-fibrous (Other)
FLOOR
GFD-44A FIRE PREVENTION Gray 40% Ca Carbonate 4% Chrysotile
031630826-0100 ROOM - OLD DOOR Non-Fibrous 56% Non-fibrous (Other)
FRAME CAULK ON
BRICK Homogeneous
GFD-44B FIRE PREVENTION Positive Stop
031630826-0101 ROOM - OLD DOOR (Not Analyzed)
FRAME CAULK ON
BRICK
GFD-45A DEPUTY CHIEF Black 23% Ca Carbonate None Detected
031630826-0102 OFFICE - 8" BLACK Non-Fibrous 77% Non-fibrous (Other)
COVE BASE
Homogeneous
GFD-45B DEPUTY CHIEF Black 20% Ca Carbonate None Detected
031630826-0103 OFFICE - 8" BLACK Non-Fibrous 80% Non-fibrous (Other)
COVE BASE
Homogeneous

EMSL maintains liability limited to cost of analysis. This repart relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL  EMSL bears no
responsibility for sample collection activities or analytical method limitations Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request
Unless requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc ) are reported as a single sample. Reporting limit is 1%

Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC—~IHLAP Accredited #102581, NVLAP Lab Code 101048-9, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AAQDD170

(Initial report from: 10/17/2016 11:37:06 j
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y ! ' Customer ID: ATC62
307 West 38th Street New York, NY 10018 Customer PO: 11-81-0030
Tel/Fax: (212) 290-0051 / (212) 290-0058 Project ID:
http://imvww.EMSL.com / manhattanlab@emsl.com g
~
Attention: Derrick Wissman Phone: (413) 781-0070
ATC Group Services LLC Fax: (413)781-3734
73 William Franks Drive Received Date: 10/12/2016 7:25 AM
West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016
Collected Date: 10/03/2016
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA
J
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy
Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-46A DEPUTY CHIEF Beige 34% Non-fibrous (Other) None Detected
031630826-0104 OFFICE - MASTIC 6" Non-Fibrous
BLACK COVE BASE
Homogeneous
GFD-46B DEPUTY CHIEF Beige 5% Non-fibrous (Other) None Detected
031630826-0105 OFFICE - MASTIC 8" Non-Eibrous
BLACK COVE BASE
Homogeneous
GFD-47A DEPUTY CHIEF Gray 6% Cellulose 24% Non-fibrous (Other) None Detected
031630826-0106 OFFICE - YELLOW Non-Fibrous
CARPET MASTIC
Homogeneous
GFD-47B DEPUTY CHIEF Beige 5% Non-fibrous (Other) None Detected
031630826-0107 OFFICE - YELLOW Non-Fibrous
CARPET MASTIC
Homogeneous
GFD-48A FRONT ENTRANCE Gray/Tan 6% Cellulose 46% Non-fibrous (Other) None Detected
031630826-0108 COMMON AREA - Non-Fibrous
GREEN STAIRTREAD Homogeneous
MASTIC o
Inseparable paint / coating tayer included in analysis
GFD-48B FRONT ENTRANCE Brown 2% Cellulose 13% Non-fibrous (Other) None Detected
031630826-0109 COMMON AREA - Non-Fibrous
GREEN STAIRTREAD Homogeneous
MASTIC 9
GFD-49A APPARATUS Gray 18% Quartz None Detected
031630826-0110 GARAGE - OLD Non-Fibrous 23% Ca Carbonate
BROWN CAULK ON Homogeneous 59% Non-fibrous (Other)
BLOCK WALL B
Limited sample submitted, result cannot be verified
GFD-498 APPARATUS Gray 20% Ca Carbonate None Detected
031630826-0111 GARAGE - OLD Non-Fibrous 80% Non-fibrous (Other)
BROWN CAULK ON Homogeneous
BLOCK WALL mogen
GFD-50A APPARATUS Gray 50% Quartz None Detected
031630826-0112 GARAGE - SKIM ON Non-Eibrous 32% Ca Carbonate
WAFFLE CEILING 18% Non-fibrous (Other)
Homogeneous
EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request
Unless requested by the client, building materials manufactured with multiple layers (i.e linoleum, wallboard, etc ) are reported as a single sample Reporting limit is 1%
Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC--IHLAP Accredited #102581, NVLAP Lab Code 101048-9, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AACC0170
(Initial report from: 10/17/2016 11:37:06 '

Printed:10/17/2016 12:41:53PM Page 12 of 21



. EMSL Order: 031630826

EMSL Analytlcal’ Inc. Customer ID: ATC62

307 West 38th Street New York, NY 10018 Customer PO: 11-81-0030

TellFax: (212) 290-0051 / (212) 290-0058 Project ID:

http://www.EMSL.com / manhattanlab@ems!.com g
Attention: Derrick Wissman Phone: (413)781-0070

ATC Group Services LLC Fax: (413)781-3734

73 William Franks Drive Received Date: 10/12/2016 7:25 AM

West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016

Collected Date: 10/03/2016
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-50B APPARATUS Gray 45% Quartz None Detected
031630826-0113 GARAGE - SKIM ON Non-Fibrous 33% Ca Carbonate
WAFFLE CEILING 22% Non-fibrous (Other)
Homogeneous
GFD-50C APPARATUS Gray 45% Quartz None Detected
031630826-0114 GARAGE - SKIM ON Non-Fibrous 30% Gypsum
WAFFLE CEILING 25% Non-fibrous (Other)
Homogeneous
GFD-51A APPARATUS Brown 30% Non-fibrous (Other) None Detected
031630826-0115 GARAGE - YELLOW Non-Fibrous
MASTIC ON GARAGE Ho
DOOR mogeneous
GFD-51B APPARATUS Yellow 12% Non-fibrous (Other) None Detected
031630826-0116 GARAGE - YELLOW Non-Fibrous
MASTIC ON GARAGE Homogeneous
DOOR meg
GFD-52A APPARATUS Gray/Yellow 35% MinWoo! 22% Ca Carbonate None Detected
031630826-0117 GARAGE - SKIM ON Fibrous 43% Non-fibrous (Other)
PIPE INSULATION
Homogeneous
GFD-528B APPARATUS Gray/Yellow 40% MinWool 30% Ca Carbonate None Detected
031630826-0118 GARAGE - SKIM ON Fibrous 30% Non-fibrous (Other)
PIPE INSULATION
Homogeneous
GFD-52C BOILER ROOM - SKIM Gray/Yellow 85% Glass 15% Non-fibrous (Other) None Detected
031630826-0119 ON PIPE INSULATION Fibrous
Homogeneous
GFD-53A APPARATUS Red 12% Glass 32% Ca Carbonate None Detected
031630826-0120 GARAGE - RED Non-Fibrous 56% Non-fibrous (Other)
PEDESTAL
Homogeneous
GFD-53B OXYGEN STORAGE - Red 15% Glass 85% Non-fibrous (Other) None Detected
031630826-0121 RED PEDESTAL Fibrous
Homogeneous
GFD-54A APPARATUS Clear 12% Ca Carbonate None Detected
031630826-0122 GARAGE - YELLOW Non-Fibrous 88% Non-fibrous (Other)
DUCT SEALANT
Homogeneous

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request
Unless requested by the client, building materials manufactured with multiple layers (i.e. linoleun, wallboard, etc.) are reported as a single sample. Reporting limit is 1%

Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC--IHLAP Accredited #102581, NVLAP Lab Code 101048-9, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AA00O170
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. EMSL Order: 031630826 )
EMSL Analytical, Inc. Customer ID: ATCEs
307 West 38th Street New York, NY 10018 Customer PO: 11-81-0030
TellFax: (212) 290-0051 / (212) 290-0058 Project ID:
http://www.EMSL.com / manhattanlab@emsl.com ’
Attention: Derrick Wissman Phone: (413) 781-0070 )
ATC Group Services LLC Fax: (413)781-3734
73 William Franks Drive Received Date: 10/12/2016 7:25 AM
West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016
Collected Date: 10/03/2016
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA J

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-54B APPARATUS Yellow 10% Ca Carbonate None Detected
031630826-0123 GARAGE - YELLOW Non-Fibrous 90% Non-fibrous (Other)
DUCT SEALANT
Homogeneous
GFD-55A APPARATUS White 33% Ca Carbonate None Detected
031630826-0124 GARAGE - WHITE Non-Fibrous 67% Non-fibrous (Other)
DOOR FRAME CAULK
Homogeneous
GFD-55B APPARATUS Gray 25% Ca Carbonate None Detected
031630826-0125 GARAGE - WHITE Non-Fibrous 75% Non-fibrous (Other)
DOOR FRAME CAULK
Homogeneous
GFD-56A HOSE DRYER ROOM - Gray 40% Ca Carhonate None Detected
031630826-0126 GLAZING ON Non-Fibrous 60% Non-fibrous (Other)
12-LIGHT DOOR
Homogeneous
GFD-568 HOSE DRYER ROOM - White 30% Ca Carbonate None Detected
031630826-0127 GLAZING ON Non-Fibrous 70% Non-fibrous (Other)
12-LIGHT DOOR
Homogeneous
GFD-58A OXYGEN STORAGE - White 45% Ca Carbonate None Detected
031630826-0128 MASTIC BEHIND Non-Fibrous 55% Non-fibrous (Other)
WHITE BATH Homogeneous
WALLBOARD o
GFD-58B OXYGEN STORAGE - White 15% Ca Carbonate None Detected
031630826-0129 MASTIC BEHIND Non-Fibrous 5% Non-fibrous (Other)
WHITE BATH Homogeneo
WALLBOARD omogeneous
GFD-59A OXYGEN STORAGE - Black 15% Ca Carbonate None Detected
031630826-0130 BROWN 1'X9" 1-LIGHT Non-Fibrous 85% Non-fibrous (Other)
WINDOW FRAME Homogeneous
CAULK omagen
GFD-59B OXYGEN STORAGE - Gray 15% Ca Carbonate None Detected
031630826-0131 BROWN 1'X9" 1-LIGHT Non-Fibrous 85% Non-fibrous (Other)
WINDOW FRAME Homogeneous
CAULK 9
GFD-60A OXYGEN STORAGE - Black 20% Ca Carbonate None Detected
031630826-0132 GLAZING ON BROWN Non-Fibrous 80% Non-fibrous (Other)
1'X9" 1-LIGHT H I
WINDOW SHISASHSONS

EMSL maintains liability timited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL  EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request

Unless requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc ) are reported as a single sample Reporting limit is 1%

Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC~IHLAP Accredited #102581, NVLAP Lab Code 101048-9, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AA000170

(Initial report from: 10/17/2016 11:37:06

Printed:10/17/2016 12:41:53PM
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EMSL Analytical, Inc EMSL Order: 031630826 )

Customer ID: ATC62
307 West 38th Street New York, NY 10018 Customer PO: 11-81-0030

TellFax: (212) 290-0051 / (212) 290-0058 Project ID:
http:/iwvww.EMSL.com / manhattanlab@emsl.com

Attention: Derrick Wissman Phone: (413)781-0070 T
ATC Group Services LLC Fax: (413)781-3734
73 William Franks Drive Received Date: 10/12/2016 7:25 AM
West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016

Collected Date: 10/03/2016
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA

—
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy
Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-60B OXYGEN STORAGE - Black 25% Ca Carbonate None Detected
0316308260133 GLAZING ON BROWN Non-Fibrous 75% Non-fibrous (Other)
X8 1-LIGHT Homogeneous
WINDOW g
GFD-61A OXYGEN STORAGE - White 12% Quartz None Detected
031630826-0134 1'X1' TAN & GRAY Non-Fibrous 88% Non-fibrous (Other)
MOTTLED FLOOR Homogeneous
TILE 9
GFD-61B OXYGEN STORAGE - Gray/White 60% Ca Carbonate None Detected
031630826-0135 1'X1' TAN & GRAY Non-Fibrous 0% Non-fibrous (Other)
MOTTLED FLOOR Homogeneou
TILE mogeneous
GFD-62A OXYGEN STORAGE - Yellow 3% Cellulose 41% Non-fibrous (Other) None Detected
031630826-0136 MASTIC 1'X1' TAN & Non-Fibrous
GRAY MOTTLED Homogeneous
FLOOR TILE ESESHEcH
GFD-628 OXYGEN STORAGE - Brown 12% Non-fibrous (Other) None Detected
031630826-0137 MASTIC 1'X1" TAN & Non-Fibrous
GRAY MOTTLED Homogeneous
FLOOR TILE 9
GFD-63A OXYGEN STORAGE - Black 42% Ca Carbonate None Detected
031630826-0138 BLACK GLAZING ON Non-Fibrous 58% Non-fibrous (Other)
SECURITY DOOR Homogeneous
WINDOW 9
GFD-63B OXYGEN STORAGE - Brown 20% Ca Carbonate None Detected
031630826-0139 BLACK GLAZING ON Non-Fibrous 80% Non-fibrous (Other)
SECURITY DOOR Homogeneous
WINDOW meg
GFD-84A LADDED TRUCK Brown 33% Ca Carbonate None Detected
031630826-0140 GARAGE - BROWN Non-Fibrous 87% Non-fibrous (Other)
EXHAUST FAN CAULK
Homogeneous
GFD-64B LADDED TRUCK Gray 45% Quartz None Detected
031630826-0141 GARAGE - BROWN Non-Fibrous 30% Gypsum
EXHAUST FAN CAULK 25% Non-fibrous (Other)
Homogeneous
GFD-67A BOILER ROOM - Gray 50% Quartz None Detected
031630826-0142 CHIMNEY MUD Non-Fibrous 32% Ca Carbonate
18% Non-fibrous (Other)
Homogeneous
EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL.  EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request.
Unless requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc ) are reported as a single sample Reporting limit is 1%
Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC~IHLAP Accredited #102581, NVLAP Lab Code 101048-9, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AAD00170
(Initial report from: 10/17/2016 11:37:086 )
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. EMSL Order: 031630826
EMSL Analytical, Inc. Customer ID: ATCE2
307 West 38th Street New York, NY 10018 Customer PO: 11-81-0030
TellFax: (212) 290-0051 / (212) 290-0058 Project ID:
http://www.EMSL.com / manhattanlab@emsl.com g
Attention: Derrick Wissman Phone: (413) 781-0070 )
ATC Group Services LLC Fax: (413)781-3734

73 William Franks Drive
West Springfield, MA 01089

10/12/2016 7:25 AM
10/16/2016 - 10/17/2016
10/03/2016

Received Date:
Analysis Date:
Collected Date:
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-67B BOILER ROOM - Gray 55% Quartz None Detected
031630826-0143 CHIMNEY MUD Non-Fibrous 33% Ca Carbonate
12% Non-fibrous (Other)
Homogeneous
GFD-67C BOILER ROOM - Gray 45% Quartz None Detected
031630826-0144 CHIMNEY MUD Non-Fibrous 30% Gypsum
25% Non-fibrous (Other)
Homogeneous
GFD-68A FIREMEN'S PARKING Gray 12% Quartz None Detected
031630826-0145 GARAGE - GLAZING Non-Fibrous 33% Ca Carbonate
ON METAL 8-LIGHT H cous 55% Non-fibrous (Other)
CASEMENT WINDOW omogen
GFD-68B FIREMEN'S PARKING Gray 40% Quartz None Detected
031630826-0146 GARAGE - GLAZING Non-Fibrous 35% Gypsum
ON METAL 8-LIGHT H eneous 25% Non-fibrous (Other)
CASEMENT WINDOW omog
GFD-69A FIREMEN'S PARKING Black 22% Ca Carbonate None Detected
031630826-0147 GARAGE - SECURITY Non-Fibrous 78% Non-fibrous (Other)
DOOR WINDOW Homogeneous
GLAZING mog
GFD-69B FIREMEN'S PARKING Gray 25% Ca Carbonate None Detected
031630826-0148 GARAGE - SECURITY Non-Fibrous 75% Non-fibrous (Other)
DOOR WINDOW Homogeneous
GLAZING .
GFD-71A FRONT A-SIDE - Gray 32% Ca Carbonate None Detected
031630826-0149 WOOD TO BRICK Non-Fibrous 68% Non-fibrous (Other)
DOUBLE HUNG H ous
WINDOW FRAME omogene
CAULK
GFD-71B B-SIDE - WOOD TO Gray 40% Ca Carbonate 2% Chrysotile
031630826-0150 BRICK DOUBLE Non-Fibrous 58% Non-fibrous (Other)
HUNG WINDOW Homogeneous
FRAME CAULK mog
GFD-71C REAR C-SIDE - Positive Stop
031630826-0151 WOOD TO BRICK {Not Analyzed)
DOUBLE HUNG
WINDOW FRAME
CAULK
GFD-72A FRONT A-SIDE - White 44% Ca Carbonate None Detected
031630826-0152 WHITE CAULK ON Non-Fibrous 56% Non-fibrous (Other)
VINYL DH WINDOWS
Homogeneous

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced except In full, without written approval by EMSL  EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request.
Unless requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc ) are reported as a single sample. Reporting Iimit is 1%

Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC—-IHLAP Accredited #102581, NVLAP Lab Code 101048-S, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AAC00170
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~
y ) : Customer ID: ATC62
307 West 38th Street New York, NY 10018 Customer PO: 11-81-0030
Tel/Fax: (212) 290-0051 / (212) 290-0058 Project ID: |
http://iwww.EMSL.com / manhattanlab@emsl.com
~
Attention: Derrick Wissman Phone: (413)781-0070
ATC Group Services LLC Fax: (413)781-3734
73 William Franks Drive Received Date: 10/12/2016 7:25 AM
West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016
Collected Date: 10/03/2016
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy
Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-72B REAR C-SIDE - White 20% Ca Carbonate None Detected
031630826-0153 WHITE CAULK ON Non-Eibrous 80% Non-fibrous (Other)
VINYL DH WINDOWS
Homogeneous
GFD-73A A-SIDE CIVIL Gray 3% Wollastonite 45% Ca Carbonate None Detected
031630826-0154 DEFENSE - GLAZING Non-Fibrous 52% Non-fibrous (Other)
ON 8-LIGHT ROUND Homoaeneous
WINDOW 9
GFD-73B A-SIDE CIVIL White 25% Ca Carbonate None Detected
031630826-0155 DEFENSE - GLAZING Non-Fibrous 75% Non-fibrous (Other)
ON 8-LIGHT ROUND H ous
WINDOW lomogene
GFD-74A A-SIDE CIVIL Gray 43% Ca Carbonate 2% Chrysotile
031630826-0156 DEFENSE - FRAME Non-Fibrous 55% Non-fibrous (Other)
CAULK ON 8-LIGHT Homoaeneous
ROUND WINDOW 9
GFD-74B A-SIDE CIVIL Positive Stop
031630826-0157 DEFENSE - FRAME (Not Analyzed)
CAULK ON 8-LIGHT
ROUND WINDOW
GFD-75A A-SIDE CIVIL Gray 43% Ca Carbonate None Detected
031630826-0158 DEFENSE - FRAME Non-Fibrous 57% Non-fibrous (Other)
CAULK 40"X48" Homoaeneous
DOUBLE HUNG g
WINDOWS
GFD-75B A-SIDE CIVIL Gray 25% Ca Carbonate None Detected
031630826-0159 DEFENSE - FRAME Non-Fibrous 75% Non-fibrous (Other)
CAULK 40"X48" H i
DOUBLE HUNG omogen
WINDOWS
GFD-76A A-SIDE CIVIL White 33% Ca Carbonate None Detected
031630826-0160 DEFENSE - WHITE Non-Fibrous 67% Non-fibrous (Other)
CAULK ON METAL H eneous
FRAME 40"X48" omogen
GFD-76B A-SIDE CIVIL White 25% Ca Carbonate None Detected
031630826-0161 DEFENSE - WHITE Non-Fibrous 75% Non-fibrous (Other)
CAULK ON METAL Homogeneous
FRAME 40"X48" g
GFD-77A D-SIDE CIVIL Gray 40% Ca Carbonate 16% Chrysotile
031630826-0162 DEFENSE - TAN Non-Fibrous 44% Non-fibrous (Other)
CAULK ON FAN VENT
Homogeneous
EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL  EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request
Unless requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc ) are reported as a single sample. Reporting limit is 1%
Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC--IHLAP Accredited #102581, NVLAP Lab Code 101 048-8, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AAOCO170
&itial report from: 10/17/2016 11:37:06 j
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~
y ! i Customer ID: ATC62
307 West 38th Street New York, NY 10018 Customer PO: 11-81-0030
Tel/Fax: (212) 290-0051 / (212) 290-0058 Project ID:
http://www.EMSL.com / manhattanlab@emsl.com
N
Attention: Derrick Wissman Phone: (413) 781-0070
ATC Group Services LLC Fax: (413)781-3734
73 William Franks Drive Received Date: 10/12/2016 7:25 AM
West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016
Collected Date: 10/03/2016
Project: 1838501068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA
Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy
Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-778B D-SIDE CIVIL Positive Stop
031630826-0163 DEFENSE - TAN {Not Analyzed)
CAULK ON FAN VENT
GFD-78A REAR B-SIDE - DOOR Gray 45% Ca Carbonate 4% Chrysotile
031630826-0164 FRAME CAULK ON Non-Fibrous 51% Non-fibrous (Other)
12-LIGHT EXIT DOOR
Homogeneous
GFD-78B REAR B-SIDE - DOOR Positive Stop
031630826-0165 FRAME CAULK ON {Not Analyzed)
12-LIGHT EXIT DOOR
GFD-79A CIVIL DEFENSE Gray 96% Non-fibrous (Other) 4% Chrysotile
031630826-0166 BRICK TO FRAME - Non-Fibrous
FRAME CAULK ON Homogeneous
8-LIGHT DOOR g
GFD-798 CIVIL DEFENSE Positive Stop
031630826-0167 BRICK TO FRAME - (Not Analyzed)
FRAME CAULK ON
6-LIGHT DOOR
GFD-80A CIVIL DEFENSE White 4% Cellulose 34% Ca Carbonate None Detected
031630826-0168 ENTRANCE DOOR - Non-Fibrous 62% Non-fibrous (Other)
WHITE DOOR FRAME Homogeneous
CAULK 9
GFD-80B CIVIL DEFENSE White 20% Ca Carbonate None Detected
031630826-0169 ENTRANCE DOOR - Non-Fibrous 80% Non-fibrous (Other)
WHITE DOOR FRAME H
CAULK omogeneous
GFD-81A CIVIL DEFENSE White 2% Cellulose 40% Ca Carbonate None Detected
031630826-0170 ENTRANCE DOOR - Non-Fibrous 58% Non-fibrous (Other)
GLAZING ON 6-LIGHT H "
CIVIL DEFENSE omogenaous
DOOR
GFD-81B CIVIL DEFENSE Gray 25% Ca Carbonate None Detected
031630826-0171 ENTRANCE DOOR - Non-Fibrous 75% Non-fibrous (Other)
GLAZING ON 6-LIGHT Homogeneous
CIVIL DEFENSE g
DOOR
GFD-82A REAR C-SIDE - Gray 48% Ca Carbonate None Detected
031630826-0172 BROWN CAULK ON Non-Fibrous 52% Non-fibrous (Other)
WHITE VINYL SIDING
Homogeneous
EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL.  EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request
Unless requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc ) are reported as a single sample. Reporting limit is 1%
Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC—IHLAP Accredited #102581, NVLAP Lab Code 101048-8, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AA000170
Qnitial report from: 10/17/2016 11:37:06 )
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. EMSL Order: 031630826 )
EMSL Analytical, Inc. CustomeriD: ATCES

307 West 38th Street New York, NY 10018 Customer PO: 11-81-0030

TelfFax: (212) 290-0051 / (212) 290-0058 Project ID:

http://iwww.EMSL.com / manhattanlab@ems!.com g
Attention: Derrick Wissman Phone: (413)781-0070 )

ATC Group Services LLC Fax: (413)781-3734

73 William Franks Drive Received Date: 10/12/2016 7:25 AM

West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016

Collected Date: 10/03/2016
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos
Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-82B REAR C-SIDE - White 15% Ca Carbonate None Detected
031630826-0173 BROWN CAULK ON Non-Fibrous 85% Non-fibrous (Other)
WHITE VINYL SIDING
Homogeneous
GFD-83A REAR B-SIDE - White 46% Ca Carbonate None Detected
031630826-0174 GLAZING ON Non-Fibrous 54% Non-fibrous (Other)
12-LIGHT EXIT DOOR
Homogeneous
GFD-83B REAR B-SIDE - White 30% Ca Carbonate None Detected
031630826-0175 GLAZING ON Non-Fibrous 70% Non-fibrous (Other)
12-LIGHT EXIT DOOR
Homogeneous
GFD-84A REAR C-SIDE - White 38% Ca Carbonate None Detected
031630826-0176 GLAZING ON 4-LIGHT Non-Fibrous 62% Non-fibrous (Other)
TRANSOM DOOR
Homogeneous
GFD-848 REAR C-SIDE - White 25% Ca Carbonate None Detected
031630826-0177 GLAZING ON 4-LIGHT Non-Fibrous 75% Non-fibrous (Other)
TRANSOM DOOR
Homogeneous
GFD-85A REAR C-SIDE - Gray/White 42% Ca Carbonate None Detected
031630826-0178 WHITE CAULK ON Non-Fibrous 58% Non-fibrous (Other)
PLYWOOD 4'X10' Homogeneous
VENT g
GFD-858 REAR C-SIDE - Gray 30% Ca Carbonate None Detected
031630826-0179 WHITE CAULK ON Non-Fibrous 70% Non-fibrous (Other)
PLYWOOD 4'X10' H eneous
VENT omogen
GFD-86A REAR C-SIDE - DOOR Gray 36% Ca Carbonate None Detected
031630826-0180 FRAME CAULK ON Non-Fibrous 64% Non-fibrous (Other)
1-LIGHT DOUBLE Homogeneous
DOOR omeg
GFD-86B REAR C-SIDE - DOOR Gray 20% Ca Carbonate None Detected
031630826-0181 FRAME CAULK ON Non-Fibrous 80% Non-fibrous (Other)
1-LIGHT DOUBLE Homogeneous
DOOR mog
GFD-87A REAR C-SIDE - Gray/White 36% Ca Carbonate 4% Chrysotile
031630826-0182 WHITE CAULK ON Non-Fibrous 60% Non-fibrous (Other)
TONGUE & GROOVE Homogeneous
SIDING omog

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government .  Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis, Samples received in good condition unless otherwise noted Estimated accuracy, precision and uncertainty data available upon request
Unless requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc ) are reported as a single sample. Reporting limit is 1%

Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC—-[HLAP Accredited #102581, NVLAP Lab Code 101048-9, NYS ELAP 11508, NJ NY022, CT PH-0170, MA AAD00170
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: EMSL Order: 031630826
EMSL Analytical, Inc. Ciitom 0. ATCE2
307 West 38th Street New York, NY 10018 customer PO: 11_81_0030
Tel/Fax: (212) 290-0051 / (212) 290-0058 Project ID:

http://mvww.EMSL.com / manhattanlab@emsl.com

Attention: Derrick Wissman Phone: (413)781-0070
ATC Group Services LLC Fax: (413)781-3734
73 William Franks Drive Received Date: 10/12/2016 7:25 AM
West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016

Collected Date: 10/03/2016
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using
Polarized Light Microscopy

Non-Asbestos Asbestos

Sample Description Appearance % Fibrous % Non-Fibrous % Type
GFD-87B REAR C-SIDE - Positive Stop
031630826-0183 WHITE CAULK ON (Not Analyzed)

TONGUE & GROOVE

SIDING
GFD-88A NEW LADDER Black 33% Ca Carbonate None Detected
031630826-0184 GARAGE - BROWN Non-Fibrous 67% Non-fibrous (Other)

CAULK ON 1'X9' Homogeneous

FIXED WINDOW
GFD-888 NEW LADDER Gray/Black 15% Ca Carbonate None Detected
031630826-0185 GARAGE - BROWN Non-Fibrous 85% Non-fibrous (Other)

CAULK ON 1'X9' Homogeneous

FIXED WINDOW
GFD-89A NEW LADDER Gray 40% Ca Carbonate None Detected
031630826-0186 GARAGE - FRAME Non-Fibrous 60% Non-fibrous (Other)

CAULK ON NEW Homogeneous

DOUBLE HUNG

WINDOWS
GFD-898 NEW LADDER Red 10% Ca Carbonate None Detected
031630826-0187 GARAGE - FRAME Non-Fibrous 90% Non-fibrous (Other)

CAUBKON REW Homogeneous

DOUBLE HUNG

WINDOWS
GFD-90A NEW LADDER White 35% Ca Carbonate None Detected
031630826-0188 GARAGE - FRAME Non-Fibrous 65% Non-fibrous (Other)

CAULK ON EXTERIOR

CASEMENT WINDOW Homogeneous
GFD-90B NEW LADDER Gray 20% Ca Carbonate None Detected
031630826-0189 GARAGE - FRAME Non-Fibrous 80% Non-fibrous (Other)

CAULK ON EXTERIOR Homogeneous

CASEMENT WINDOW

EMSL maintains liability limited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations. Interpretation and use of test results are the responsibility of the client  This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request
Unless requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%

Samples analyzed by EMSL Analytical, inc New York, NY AIHA-LAP, LLC--IHLAP Accredited #102581, NVLAP Lab Code 101048-9, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AAO0O170
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H EMSL Order: 031630826
EMSL Analytical, Inc. Gustomer ID: ATCE2
307 West 38th Street New York, NY 10018

Customer PO: 11-81-0030
TellFax: (212) 290-0051 / (212) 290-0058

Project ID:
http:/mww.EMSL.com / manhattanlab@emsl.com —
Attention: Derrick Wissman Phone: (413) 781-0070 )
ATC Group Services LLC Fax: (413)781-3734
73 William Franks Drive Received Date: 10/12/2016 7:25 AM
West Springfield, MA 01089 Analysis Date: 10/16/2016 - 10/17/2016

Collected Date: 10/03/2016
Project: 183BS01068/ GREENFIELD FIRE DEPARTMENT/ MAIN ST, GREENFIELD, MA

The samples in this report were submitted to EMSL for analysis by Asbestos Analysis of Bulk materials
via EPA/600 (0513) Method using Polarized Light Microscopy. The reference number for these samples
is the EMSL Order ID above. Please use this reference number when calling about these samples.

Report Comments:

Sampie Receipt Date: 10/12/2016 Sample Receipt Time: 7:25 AM
Analysis Completed Date: 10/17/2016 Analysis Completed Time: 10:54 AM
Analyst(s):
Daena Charles PLM (23) Deen Liang PLM (61)
g VAT No-e
Emily Myint PLM (47) Emmanuel Moise PLM (48)

Samples Reviewed and approved by: M
pres /

James Hall, Laboratory Manager
or other approved signatory

EMSL maintains liability fimited to cost of analysis. This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no
responsibility for sample collection activities or analytical method limitations, Interpretation and use of test results are the responsibility of the client. This report must not be used by the client to
claim product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government . Non-friable organically bound materials present a problem matrix and therefore
EMSL recommends gravimetric reduction prior to analysis. Samples received in good condition unless otherwise noted. Estimated accuracy, precision and uncertainty data available upon request
Unless requested by the client, building materials manufactured with multiple layers (i e. linoleum, wallboard, etc ) are reported as a single sample. Reporting limit is 1%

Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC—~IHLAP Accredited #102581, NVLAP Lab Code 101048-8, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AACDD170

(Initial report from: 10/17/2016 11:37.06 )
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ATC

ENVIRONMENTAL - GEOTECHNICAL
BUILDIKG SCIENCES « MATERIALS TESTING

ATTACHMENT C

December 7, 2016

ATTACHMENT C

ATC Hazmat Report

Greenfield Fire Station Renovation/Demolition
__ Greenfield, Massachusetts

LEAD TESTING RESULTS



ATC

ENVIRONMENTAL - BEOTECHNICAL
BUILDIKG SCIENGES - MATERIALS TESTING

December 7, 2016

ATTACHMENT C
ATC Hazmat Report

Greenfield Fire Station Renovation/Demolition

) Greenfiid,__l\jassac_hys_et_ts_

Sample Location Testing Combinations XRF Condition
No. Results
(mg/cm?)
1 Attic 9- Light Window 0.04 Good
2 Attic Black Foundation Coat On Brick 0.05 Good
Wall
3 Attic Brown Structural 1-Beam 3.6 Good
4 Attic Roof Pocola Roof Cap 3.1 Good
5 Attic White Concrete Wall 0.04 Good
6 2™ Floor Library Room Light Biue Plaster Wall 0.16 Good
7 2" Floor Library Room 4” Unfinished Window Casing 0.04 Good
8 2" Floor Library Room Unfinished Door Casing 0.16 Good
9 2" Floor Library Room Unfinished Door 0.01 Good
10 Rec Room Light Blue Plaster Wall 0.29 Good
11 Rec Room Lime Green Plaster Wall 0.14 Good
12 Rec Room Unfinished Cabinet 0.01 Good
13 2" Floor Bunk Room 1 Recess Heat Register 0.08 Good
14 2" Floor Bunk Room 1 Blue Plaster Wall 0.02 Good
15 2" Floor Bunk Room 1 Unfinished Window Casing 0.02 Good
16 Uniform Closet Silver Drain Pipe 0.02 Good
17 | 2" Floor Common Hall Textured Ceiling 0.01 Good
18 2™ Floor Shower Room White Door Frame 0.28 Good
19 2" Floor Shower Room Plaster Wall 1.8 Good
20 2™ Floor Shower Room Window Sill 0.04 Good
21 2" Floor Shower Room Window Casing 0.13 Good
22 [ 2™ Floor Bunk 2 Plaster Wall 0.13 Good
23 2" Floor Bunk 2 Unfinished Window Sill 0.00 Good
24 2™ Floor Bunk 2 Unfinished Baseboard 0.07 Good
25 Stairwell West Black Stair Railing 2.7 Good
26 1* Floor Fire Chiefs Office Sheetrock Wall 0.00 Good
27 1* Floor Fire Chiefs Office White Door Frame 0.00 Good
28 1* Floor Fire Chiefs Office White Baseboard 0.00 Good
29 1* Floor Fire Chiefs Office White Door 0.00 Good
30 1* Floor Fire Chiefs Office White Window Sill 0.00 Good
31 1* Floor Secretary Office Sheetrock Wall 0.00 Good
32 1* Floor Secretary Office Sheetrock Ceiling 0.00 Good
33 1* Floor Secretary Office Recess Heat Register 0.13 Good
34 1* Floor Common Hall Plaster Ceiling 0.07 Good
35 1** Floor Common Hall Plaster Wall 0.17 Good
36 1* Floor Common Hall White Wood Door Frame 0.00 Good
37 1* Floor Common Hall Unfinished Door Frame 0.00 Good
38 1* Floor Radio Room Electrical Backer Board 0.4 Good
39 1* Floor Radio Room White Storage Shelf 0.06 Good
40 Front Common Entrance Fire Box 0.01 Good
41 Front Common Entrance White Entrance Door 0.00 Good
42 Front Common Entrance White Brick Above Ceiling 14.1 Good




: December 7, 2016
y ATTACHMENT C

ATC Hazmat Report
ENVIRONMENTAL - BEGTECHNICAL
BUILDING SCIENGES - MATERIALS TESTING Greenfield Fire Station Renovation/Demolition

Sample Location Testing Combinations XRF Condition
No. Results
(mg/cm?)
43 Front Desk Gray Wood Trim 0.00 Good
44 Front Desk Gray Wood Trim 0.00 Good
45 Radio Room Sheetrock Wall 0.00 Good
46 Radio Room Gray Window Casing 0.00 Good
47 Radio Room Gray Window Sill 0.01 Good
48 Fire Prevention Gray Wood Door Frame 3.2 Good
49 Fire Prevention Gray Wood Door 0.08 Good
50 Fire Prevention White Door Frame 0.14 Good
51 Fire Prevention Ceiling Trim Above Ceiling 14.1 Good
52 Apparatus White Waffle Ceiling 1.7 - Good
53 Apparatus White Waffle Ceiling 1.8 Good
54 Apparatus Brown Block Wall 0.00 Good
55 Apparatus Green Floor Paint 0.07 Good
56 Apparatus Gray Floor Paint 1.5 Good
57 Apparatus White Stripe On Floor 0.00 Good
58 Apparatus Yellow Caution Floor Paint 1.5 Good
59 Apparatus White Garage Door 0.00 Good
60 Apparatus White Door Frame 0.00 Good
61 Apparatus Garage White Waffle Ceiling 1.7 Good
62 Apparatus Garage White Concrete Beam 0.02 Good
63 Apparatus Garage Sheetrock Door Frame 0.00 Good
64 Apparatus Garage Unfinished Window Casing 0.04 Good
65 Apparatus Garage Stain Wood Door Frame 0.07 Good
66 Work Shop Tan Tongue & Groove Wall 15.7 Good
Board

67 Work Shop Boxed In Wood Beams 15.7 Good
68 Work Shop Black Work Bench 0.02 Good
69 Work Shop 12-Light Door 12.1 Good
70 Work Shop Tan Door Frame 15.1 Good
71 Oxygen Storage Room Tan Upper Ceiling Trim 15.1 Good
72 Oxygen Storage Room Pink Wall Block 0.00 Good
73 Oxygen Storage Room Sheetrock Wall 0.00 Good
74 Oxygen Storage Room Tan & Gray Floor Tile 0.00 Goad
75 Oxygen Storage Room Pink Concrete Column 1.5 Good
76 Oxygen Storage Room Red Wood Wall 0.00 Good
77 Oxygen Storage Room Pink Metal Door Frame 0.00 Good
78 Basement Common Stairs White Concrete Deck 0.04 Good
79 Basement Common Stairs White Waffle Ceiling 1.6 Good
80 Basement Common Stairs Concrete 1-Beam 0.6 Good
81 Basement Common Stairs Concrete White Wall 0.6 Good
82 Basement Common Stairs Stair Stringer 2.0 Good
83 Basement Common Stairs 12-Light Exit Door 2.4 Good
84 Basement Common Stairs White Exit Door Frame 0.16 Good
85 Basement Common Stairs White Painted Brick 0.07 Good
86 Basement Common Stairs White Painted Door 0.04 Good




ATC

ENVIRONMENTAL - GEDTECHNICAL
BUILDING SCIENCES - MATERIALS TESTING

December 7, 2016

ATTACHMENT C
ATC Hazmat Report

Greenfield Fire Station Renovation/Demolition

Greenfield, Massachusetts

Sample Location Testing Combinations XRF Condition
No. Results
(mg/cm?)
87 Basement Common Stairs White Painted Door Frame 0.25 Good
88 Boiler Room Boiler Room White Door 0.20 Good
89 Boiler Room White Concrete Wall 0.08 Good
90 Boiler Room Gray Concrete Wall 1.6 Good
91 Boiler Room Gray Brick Wall 1.4 Good
92 Boiler Room Black Mounting Board 0.01 Good
93 Boiler Room Black 12-Light Exit Door 0.07 Good
94 Boiler Room Gray Door Frame 1.7 Good
95 Boiler Room Gray Floor 0.06 Good
96 Parking Garage White Waffle Ceiling 1.6 Good
97 Parking Garage White Iron I-Beam 0.00 Good
98 Parking Garage White Concrete Column 0.01 Good
99 Parking Garage Green Concrete Wall 1.2 Good
100 Parking Garage Red Door 0.08 Good
101 Parking Garage Red Concrete Wall 0.06 Good
102 Parking Garage Unfinished Door to 0.14 Good
Communications
103 Parking Garage Army Green Concrete Wall 0.01 Good
104 Parking Garage White Garage Door 0.01 Good
105 Parking Garage 1-Light Exit Door 0.00 Good
106 Parking Garage 1-Light Exit Door Casing 0.00 Good
107 Parking Garage Dryer Room Door Casing 0.26 Good
108 Parking Garage Dryer Room 12-Light Door 0.6 Good
109 Parking Garage 8-Light Casement Window 0.01 Good
110 Parking Garage Black Oil Tank 0.02 Good
111 Exterior A-Side Ladder Garage Decorative White 0.03 Good
Wood Trim
112 Exterior A-Side Ladder Garage Round 9-Light 0.00 Good
Window
113 Exterior A-Side Southeast Entrance Ceiling 0.00 Good
114 Exterior A-Side Southeast Entrance White Door 0.00 Good
115 Exterior A-Side Southeast Entrance White Door 0.00 Good
Trim
116 Exterior A-Side White Double Hung Window 14.1 Good
Frame
117 Exterior A-Side White Double Hung Window Sill 0.00 Good
118 Exterior A-Side Pocola Roof Cap 3.1 Good
119 Exterior A-Side Upper Double Hung Window 0.06 Good
Frame
120 Exterior A-Side Upper Double Hung Window Sill 0.01 Good
121 Exterior A-Side White Flower Red Block 0.00 Good
121 Exterior A-Side Civil Defense Upper Trim 12.3 Good
122 Exterior A-Side Tribute Honor Scene 0.00 Good
123 Exterior B-Side Civil Defense Metal Window 3.6 Good
Frame




ATC

ENVIRONMENTAL - GEDTECHNICAL
BUILDING SGIENEES - MATERIALS TESTING

December 7, 2016

ATTACHMENT C
ATC Hazmat Report

Greenfield Fire Station Renovation/Demolition

Greenfield, Massachusetts

Sample Location Testing Combinations XRF Condition
No. Results
(mg/cm?)
124 Exterior B-Side White Civil Defense 6-Light Door 9.8 Good
125 Exterior B-Side White Civil Defense 6-Light Door 0.6 Good
Frame
126 Exterior B-Side Rear 12-Light Exit Door 7.9 Good
127 Exterior B-Side Rear 12-Light Exit Door Frame 0.04 Good
128 Exterior C-Side Rear 12-Light Boiler Room Door 12.1 Good
129 Exterior C-Side 12-Light Boiler Room Door 0.09 Good
Frame

130 Exterior C-Side Double Hung Window Sill 19.3 Good
131 Exterior C-Side Double Hung Window Casing 14.1 Good
132 Exterior C-Side Double Hung Window Frame 13.3 Good
133 Exterior C-Side 1-Light Double Door 0.01 Good
134 Exterior C-Side Hose Drying White Plywood Vent 0.02 Good
135 Exterior C-Side 1-Light Double Door 0.01 Good
136 Exterior C-Side Garage Wood Tongue & Groove Siding 2.6 Good
137 Exterior C-Side 1-Light Door 0.00 Good
138 Exterior D-Side Chief’s Garage Door 0.00 Good
139 Exterior D-Side Firemen’s Garage Door 0.00 Good
140 Exterior D-Side Upper wood Trim 0.06 Good
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5y ATTACHMENT D

ATC Hazmat Report
ENVIRONMENTAL - GEDYECHNICAL
BUILDING SCIENCES - MATERIALS TESTING Greenfield Fire Station Renovation/Demolition

F— i _ - _Greenfield, Massachusetts

ATTACHMENT D

MISCELLANEOUS HAZMAT ITEMS
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