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Executive Summary

Our tasks were to qualify the optimal location, explore the probable budget and define the scope for a new public
safety complex for the Town of Greenfield, MA (Town) involving it’s Fire and Police Departments, Emergency
Operations Center (EOC) and Public Service Answering Point (PSAP). Pacheco Ross Architects, P.C., (PRA)
worked with Tecton Architects, inc. to assist us with the Police'and PSAP Programs and budgets. Our budgets
and scope for the proposed facility include sustainable design regimens, materials and systems. We also accessed
the viability of the existing Fire Station, Police Station, EOC and PSAP.in order to evaluate their ability to serve
the Town now and into the future. This assessment looks at the buildings’ ability to sustain selective demolition
for renovation, repair and/or addition(s). This information is critical in addressing probable questions from the
Town and its taxpayers concerning potential new facilities;

Programming and Space Analysis

In order to start the process of evaluating sites, developing budgets and making recommendations, PRA needed to

find out what each Department needed for operations now and into the foreseeable future. To do this we created a

Program for each department. Simply piit, a Program is a space needs analysis integrated with a detailed

operational assessment. Based on these programs, we develop spatial requirements for each department. Using

the Programs and Space Analyses together we are able to “visualize” what type and size site could serve the Town
for its proposed facility.

Four Programs were developed from in-depth meetings with each department to create the dynamic tool that

accounts for flexibility, changing requirements over time and future needs. Each Program:

o Determines the scope and operations ‘of fire, police, EOC and PSAP by employing tools and techniques
developed by PRA and Tecton specifically for emergency response facilities. Each program anticipates
additional needs, changing operations over time and the flexibility to accommodate these needs.

o Describes critical functions, training regimens, specific requirements and activities within the building and on
the site. Identifies crucial operations, priorities, security/public protocols, important response issues and
operational efficiencies.

o Pays particular attention to police/public interactions, standard operating procedures, rescue apparatus needs
and security issues.

o Examines the requirements for gender equity, police and fire lockers, bunking now and in the future and the
unique living environment for the responders.

o Addresses energy use and sustainability issues as they pertain to operations, scope, response and long-term
viability.

o Examines current and future technologies and will carefully assess integrated training regimens for both
active and classroom training.

o Examine pros and cons of shared space and facilities. Spaces such as public areas, administrative space,
fitness, mechanical, storage, drives, parking etc. may be shared in a combined facility.

© Pacheco Ross Architects, P.C. 72 Voorheesville Avenue, PO Box 558, (518) 765-5105 fax: 765-5107
Web: www.pra-pc.com Voorheesville, NY 12186 Email: mail@pra-pc.com



Public Safety Facility Site Location Analysis, Programming & Exist. Facilities Analysis, Greenfield, MA, 11/21/12, page 2

Based on the programs Space Analyses were developed to specify probable room sizes for each department.
Shared spaces such as mechanical, lobby or meeting spaces are located in the various Programs where they made
the most sense based on use. We utilize the analyses to inform the initial conceptual construction budgets. The
various programs indicate the following requirements:

» Fire Station — 24, 187 sq. ft.
Police Station — 16,495 sq. ft.
EOC - 2,025 sq. fi.
PSAP - 1,640 sq. ft.
Total Facility — 44,347 square feet

The fire department size seems large at first glance; however given the amount of apparatus and bay space
required for the apparatus the size is correct for their needs. All other programmed space makes sense for the
scope of operations and population served.

Site Study Process

Pacheco Ross Architects, P.C. (PRA) has developed a subjective rating system for determining the quality of a
site for a public safety facility. We rate the sites on a 1 — 10 scale as shown on the accompanying charts. Ten (10)
is the highest rating; one (1) is the lowest. The ratings are viewed against each other and not a baseline. Once the
ratings are added up, we rank the sites in numerical order. The ratings are based on our experience in similar
situations and conditions, objective observationas well as architectural knowledge and construction expertise.

Please note that the rating system used is a subjective system and not an analytical study or mapping program.

Our rating system uses a two (2) stage process. The first stage of analysis addresses the physical characteristics of
the land at each site, including parcel size and shape, road frontage and access, topography (cut/fill), accessibility,
utilities, drainage, detrimental natural features, demolition hazards and underground or hazardous waste. These
attributes are common to most parcels of land. We have added a category for reuse/repurposing as several sites
have existing structures and it makes sense to look at their potential utilization. Each category is explained in
greater detail in the section on Site Location Analysis.

The second stage of analysis addresses program size and scope requirements, building, fire and police issues
including traffic' separation, parking, ease of apparatus exiting/returning, safety/security, build-ability, land
available around building, response time to potential events, acquisition cost and potential negative reactions.
Each of these categories is explained in greater detail in the section on Site Location Analysis,

The Town chose five (5) initial sites for PRA to evaluate. We determined that sites 2 & 3 could be combined and
should be evaluated as an additional separate site. We also determined that the existing fire station site should be
included to see if it had merit as a potential site. The site with the highest total points after both parts of the matrix
are added will be our recommended site. The second highest point total site should also be given serious
consideration for the public safety facility.

The sites we evaluated are as follows:

1 Lunt Silversmith — Entire site
2 Holy Trinity Church/School (Larger site and building)
3 Holy Trinity Church/School (Smaller site and building)
4 Lorenz Donald (former auto dealer)
5 Friendly's
6 Existing Fire Station
7 Sites 2 & 3 Combined
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We met with Town Officials on 10/12/12 to review the programs and then carefully observed and walked the
various parcels afterward. We acquired specific site information, utilized available maps, photographed each site
and gathered anecdotal information such as potential public reaction to site selection.

Before any site is finally selected and/or purchased, we recommend that a thorough geotechnical investigation be
performed to determine soil structural capacity, seismic and drainage characteristics of the soil. A complete
topographic property survey will be required to determine the actual boundaries, size, easements, existing
physical features, utility locations and topography. If the history of a site is not known, a Stage One
Environmental Evaluation should be performed to determine the possibility of in-ground contaminants. We also
suggest that the top ranked site undergo a building history evaluation or Owner led hazardous materials evaluation
for the physical structures prior to a purchase offer.

Existing Facilities Assessments

PRA conducted a walk-through of the existing fire station and the existing police station with PSAP. This was a
physical assessment of the site, building envelope, interiors, structure, mechanical, electrical, plumbing and
sprinkler (MEP) and basic life safety. The purpose is to supply enough information for PRA to provide a
professional recommendation whether either building can sustain selective demolition for renovation and/or
addition(s). The assessment also serves to inform us if the programmed requirements could be utilized in a cost-
effective manner on the site or use a portion(s) of the existing building to meet some of the program. The
summary of the two assessments is included in'the Appendix.

Summary and Conclusions

Programming and Space Analysis

Each Town Department involved in the Programming was very cognizant of finding ways to share space, utilize
innovative methods for multi-purpose space and tasked the Design Team with helping to find space that could be
trimmed now or added in the future. This effort resulted in trimming approximately 3,300 sq. ft. from the first
Program and Space. Analysis. Typical savings are also found in combined areas such as lobbies, restrooms,
mechanical, storage, meeting/training and overlapping uses such as PSAP and EOC sharing similar functions.

We assume the facility will be two-story to reduce the footprint on the site and to separate critical functions. A
one story structure of approximately 44,000 sq. ft. would be so spread out that very few sites could work. A single
story would generate too much corridor to make it viable and reduce opportunities to combine space such as
lobbies and electrical rooms.

For the size of the Town, its daily increase in population, amount of response and emergency capabilities all
the programs and special requirements make sense and fall in line with similar towns and municipalities.

Site Study Process

Based on the Part One, Land/Site Issues the Lunt Silversmith site is the highest ranked due to the fact that its size
facilitates high scores when compared to the other sites. The Friendly’s site was eliminated in the first category as
it is far too small for this facility. Site 7, the combined Holy Trinity Church/ School and Lorenz Donald are
essentially tied for the second place ranking. Lacking any direct knowledge of hazardous materials in a building
or on a site, all sites received the same score for this and the demolition categories.
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The second stage of analysis reveals other significant issues. The Lunt site continues to lead in the ranking
because the size, shape and corner access lend strength to almost all other categories. Lorenz Donald comes in at
second place with the combined Holy Trinity Church/ School at a very close third place. In a subjective ranking
such as this, any of the first three sites are plausible locations. We believe acquisition cost, hazardous material
abatement and possible reuse of some of an existing structure will determine the actual site the Town pursues.

It is our professional opinion that any of the top three ranked sites could be pursued further as a new
Public Safety Facility location. Cost, availability, demolition and abatement issue will determine how a
parcel fits into the Town’s budget structure for this project.

The next steps include determining public opinion, political and public viability of each site and developing site
related costs. In addition to these steps, PRA suggests that a topographic survey of the most viable site be
developed so that conceptual site and floor plans can be created. Total project hard and soft cost budgets could
then be accurately developed once a particular site is chosen and initial design work completed.

Existing Facilities Assessments

The original fire station building is no longer viable in its current configuration. Problems include lack of size and
space for apparatus and all other fire (firematic) and rescue operations. The site is far too small for relevant
renovation or expansion and does not support land acquisition on any side. The lack of space in the bays poses a
safety concern due to proximity of apparatus to each other and to the structure. The lack of space also requires
that some apparatus be stored outside which hinders response and separates the operational functions of the fire
station.

Building issues include outdated infrastructure and systems and the building does not meet the Americans with
Disabilities Act (ADA) guidelines for accessibility or compliance. Any renovation and/or additions would trigger
ADA compliance which would not becost effective and would be extremely difficult to enact. As a public
building it is classified as a Title II facility under the Federal Law and Massachusetts ADA guidelines.

The existing Police station/PSAP. is very undersized for its functions. Due to the convoluted special plan it does
not provide a safe environment for the staff or public. The sally port and its connection to the building are unsafe.
There are immediate hazards in the sally port such as open storage, it does provide a safe path of travel to a secure
holding area and could pose a serious rick to the officers and staff if not soon corrected. The PSAP is too cramped
and as the greeting point at the main entry.for many public uses (such as permits or fines) the dispatchers are
constantly being interrupted. The building was previously a medical facility built with light-duty conventional
materials and would not sustain renovation or additions cost-effectively.

Therefore, it is our professional advice that all four major response functions, Fire, Police EOC and PSAP
relocate to a single new facility designed to current codes, ADA standards, be energy efficient and
sustainable, be low-to-no maintenance and built for the next 50 — 75 years.

As a note, the Town and its surrounding area was hit hard and sustained much damage from Hurricane Irene in
2011. Just last week Hurricane Sandy narrowly missed portions of Massachusetts and Greenfield. These natural
disasters are changing the nature of emergency response and the needs of your residents. It is our belief that
emergency response facilities must be designed for ever changing response, flexibility and growth, training and
new equipment needs. A new facility will enhance Greenfield’s livability and value if this critical infrastructure is
upgraded.
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Budgets

While budgeting was not in our scope of work, PRA believes that this report must have at least conceptual
numbers in order to provide balance to our recommendations. Emergency response facilities construction projects
consist of two types of budgets. There are “hard” costs and “soft” costs and these two budgets must be combined
to illustrate the full project cost.

Hard costs are defined as the cost of materials and labor to construct a building. These costs include site work and
built-in components of the building. We assume a single general contractor in a competitive bid situation in the
Greenfield, MA area utilizing wage rate labor to perform the work. We utilize conceptual per square foot
construction costs (hard cost budget) based on the marketplace conditions, probable start date, geographic
location, public financing, multiple prime contractors and other project information to inform the budget.

Soft costs are any other project cost that is not a construction cost. Examples of soft costs may include land
acquisition, professional design fees, hazardous materials report/removal, topographic survey, geotechnical report,
fixtures, furniture and equipment (FF&E), phones, security, communications equipment, 'specialty equipment
(compressors, fume exhaust, gun lockers etc.), Owner’s project contingency and construction escalation.

The combination of hard and soft costs generates the total project budget which defines the total financial
impact of a construction project.

Options

There are several alternatives for the continued use of the fire and police stations. They are brought up here just to
identify probable questions regarding the existing facilities. We do not recommend any of these options as they
are not cost-effective, long-term solutions to the problems that exist.

1. The first option is to do nothing. There is a cost to this option as each facility will continue to deteriorate, cost
more for future alternatives and continue to not meet the needs of the Fire and Police Departments. By not
meeting the departments’ needs, current and future emergency response will be compromised. In addition,
construction escalation will continue to erode the Town’s buying power for any future new facility. Ongoing costs
such as repairs, energy and maintenance will continue to rise as it becomes more difficult to enact repairs on aging
facilities. The new roof and repair of water damage and mold are examples of this scenario at the Police Station.

2. The second option entails repairs, maintenance and/or minor remodeling. This type of work may involve
cosmetic changes but does not alter the infrastructure, change basic systems, move structural walls or involve
major demolition. This alternative holds the same conclusions as stated above in Option 1.

3. The third option is major demolition and renovations to the building and infrastructure. Renovation
includes selective and major demolition and replacement of systems such as HVAC, electrical, plumbing etc. An
example of infrastructure renovation; remove the HVAC system and replace it with new units and ancillary
components. HVAC renovation involves selective demolition at points of connection and removal of the existing
system. Any new work should be code compliant and meet current regulatory standards. Additionally, major
renovations will trigger the need for building code compliance and conformance to the requirements of the ADA.
Both will involve major work such as moving walls and involving building structure. This alternative keeps both
existing sites which are tight, do not allow additions and make little or no financial sense. The best this can
alternative can deliver is slight to moderate improvement without long-term flexibility, growth or improved
operations.
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4. Option 4 is to design and build addition(s) to either station. This option is not feasible given the site size
and building shape, structure and layout of either existing station. The fourth alternative to completely demolish
either the fire or police station and build new on the same site is not feasible. While we did not evaluate the
current police station site as a location for a new public safety facility, the fire station site was analyzed and
deemed insufficient.

Any of the alternatives for upgrades (other than minor repairs) involve a level of complication and cost not seen
on other non-emergency building types. In order for a contractor to work on the building, it must work around the
24/7 inhabitants and response that is germane to each station. In a major renovation the fire or police department
may be able to relocate its equipment and personnel to other portions of the building during the work (current
work at the police station) thereby allowing a contractor to work more quickly and efficiently. In addition to the
actual dollar cost, there is inconvenience, safety, time and other issues that affect such a project.

Professional Opinion

The Town Board chose to hire the PRA/Tecton Team for the three scopes of work outlined in this report. The
Town did not move forward with a conceptual design on one of the selected sites. As previously mentioned,
budgeting was not a specific task for this scope of work but some form of cost was needed to make sense of our
conclusions. We suggest that The Town engage the Design Team to move forward with a conceptual design
on the most desirable site. This will benefit the Town in several ways. From the conceptual design our team can
refine the budget to a greater degree of accuracy than a per sq. ft. number. A concept design will generate
graphics that are much easier for people to visualize and understand. A design will also help correlate the costs
with a tangible facility design. All these benefits will help the Town with Community presentations and staff
understanding of the proposed project.
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Greenfield Fire Department Program
Program Meeting Date: 7/31/12
Second Meeting: 10/12/12 Revisions underlined and italics

A General Information

Al.  Type of Entity: Town of Greenfield Fire Department (City Government)
A2.  County: Franklin County

A3.  Program Attendees Second Meeting
Name Title
A3.1. William Martin, Mayor No
A3.2. Michael Winn, Fire Chief Yes
A3.3. Joseph Burge, Police Chief Yes
A3.4. Robert Strahan, Deputy Fire Chief/EMD Yes
A3.5. Christine Scott, Inter-Dispatch Manager No
A3.6. Rick Clark, Public Safety Commissioner Yes

A4.  Number of Companies or Departments involved: One
AS.  Date of Dept monthly meeting: NA

A5.1. Drill: NA
A6.  Town’s Monthly Meetings: 3™ Wednesday of Month
A7.  Zoning: To be determined based on site

A8.  Sustainable Design Options: Very important — Town priority
A8.1. LEED: Yes

.8.1.1. Level: Certifiable: As high as possible

AB8.2. Special Notes: Greenfield is 1% community in MA to adopt green initatives

B Responders/Staff
B1.1. Paid: 28 Firefighters - 32 Total
B1.2. Administrative: 4
B1.3. Volunteer: 20
B1.4. Shifts: 4-7 each
B1.5. Shift Change: 24 hr - 24 on, 24 off, 5 off
B1.6. Firefighter: Yes EMT: 21
B1.7. Vehicle Staffing: 3 - initial engine
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B1.8. Members - male: All female: One Administrative
B1.9. Calls/year: 2,300 Fire/Rescue: 1,200 Other: 1,100 EMS 1% Response
B1.10. Other Information: Juvenile Fire Starter Program, 2-3 mental health clinicians once
per week
C Response
C2. Types of response:
C2.1. Fire: Yes
C2.2. EMS: To be determined in future, make provisions for flexibility and growth
C2.3. Heavy Rescue: Yes
C2.4. HAZ MAT: Yes - vehicle is State of MA apparatus
C2.5. Water Rescue: Yes Ice Rescue: Yes
C2.6. Dive Team: No
C2.7.  Other: May have walk-off area for transients and events (secure)

D Training:

on duty groups — monthly drills

D2. Tower: Yes

D2.1.
D2.2.
D23.
D2.4.
D2.5.
D2.6.
D2.7.
D2.8.
D2.9.
D2.10.
D2.11.
D2.12.

Rappelling: Yes

Stairs: Yes

Roof Access: Yes

Roof training: Yes
Windows: Yes-Bail out
Hose: Yes

Confined Space: Yes
Sprinkler: Yes Dry: Yes
Blackout: Yes

Maze: Yes

Other Tower Uses: Hose Drying: Yes Winch: 2 Ton

Other Specialized Training: Minimum 30' high standpipe, evolutions in stairwells &

hose advancement
D3. Mezzanine: Yes

D4. Active Training on the site

D4.1. Describe Uses: Pump and aerial
D4.2. Pad(s): Yes
D4.3. Apron: Yes - ground ladder training
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D4.4. Apparatus Certification: Yes-annual

D4.5. Drafting: If we can capture rainwater and do pump test - discharge into stormwater
area or back into tank

E Miscellaneous
El. Emergency Shelter: No
E2. Access control: Yes
E2.1. Electronic access: Yes Describe: Fob - building wide
E2.2. Vendor’s access/drop off: Yes - building wide or receptionist
E2.3. Other fire companies utilize bays and certain building areas:
.2.3.1. Mutual Aid: Yes Describe: Two engines and one ladder
.2.3.2. Number of Vehicles: Three Personnel: 10-12
E3. Other Activities/Issues:

E3.1. Lots of walk-in pedestrian traffic - need secure area for this.

E Site — To be determined by separate evaluation.

Operations/Response

1 Apparatus Bays

1. Number of vehicles: Now: 11 Future: Space for future EMS-2 frontline
ambulance, one spare

1.1.1 Name: E-1 Type: Pump Length: 31 Weight: 17.5 Capacity: 1000
1.1.2 Name:E-2  Type: Pump Length:30.6 Weight: 17.3 Capacity: 750
1.1.3 Name:E-3  Type: Pump Length: 25.9 Weight: 16.9 Capacity: 750
1.1.4 Name:E-5 Type: Pump Length: 31 Weight: 16. Capacity: 750
1.1.5 Name: T-1  Type: Tower Length: 47 Weight: 35. Capacity: 250
1.1.6 Name:R-1  Type: Rescue Length: 26.6 Weight: 11.4
1.1.7 Name:B-1  Type: Brush Length: 19 Weight: 7.25 Capacity: 250
1.1.8 Name: Type: Haz-MAt Length: 38'

1.2 Specialty response (boats etc.)
1.2.1 Name: Boat Type: Zodic Length: 18.5
1.2.2 Name: TrailerType: Kubota Length: 17.8
1.2.3 Name: Pick up Type: GMC Length: 18
1.2.4 Two command cars, one fire prevention vehicle and one future pickup
1.2.5 Name: Com Truck Type: Ford 450 Length: 20 feet
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1.2.6 Name: Field Com Type: Sprinter Van Length: 22 feet
1.2.7  Can store outside - (2) 22 foot trailers and (1) 32’ trailer

1.3 Type of bays:
1.3.1 Number of Drive-through: None - use them to respond in both directions
1.3.2  Number of Double deep: Most
1.3.3 Number of Single deep: None
1.4 Total Number of Front Line: Five - Four fire and one ambulance
1.5 Maintenance Bay with shop sink: Yes-Fire & police, currently DPW handles
1.6  Wash: in place
1.7 Future expansion of bays: Yes - EMS and one pickup
1.8  Overhead doors: May conssider 4-fold doors at front
1.8.1 Front: Number: Five Width: 14' Height: 14'
1.8.2 Rear: Number: 3-5 doors depending on final configuration
1.9  Mezzanine: Yes
1.9.1 Size: As large as possible Uses: Training and storage
1.10  Gear lockers: 60 Future: 10
1.10.1 Location: Separate room, need electric strip for rechargeables
1.11  Foam: Yes Type: 5 gallon - Class 'A'
1.12 Trench drains: Yes-centered in all bays
1.13  Hose reels: Yes Type and Quantity: 75' hose on Hanay reels - two with hot &
cold water, others cold only, assume minimum 4 reels. 2 front, 2 rear.
1.14  Fume exhaust: Plymovent
1.15  Truck fills: Yes '
1.15.1 Wall hydrant: Yes-one
1.15.2 Overhead: Yes - one
1.16  Electrical drops: Yes
1.17  Airdrops: Yes Brakes: Yes
1.18  Compressed air for tools: Yes
1.19  Sink(s): Yes- deep bowl
1.20  Other equipment: Ice machine and refrigerator, will need floor drain
1.21 ~ Comments/miscellaneous: Colored sealed concrete in apparatus bay, slip resistant.
Red light/green light go system for overhead doors, overhead fans throughout
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Firematic Support

2 Hose Storage Room
2.1 Use: Hose Racks, 4 required for 13/4" and 2 1/2" hose
2.2 Size: 4'x8' each alcove, rooms with door not required
2.3 Security: No

24  Adjacencies/comments: Near tower, floor drain

3 Storage Room #2
3.1 Use: Haz-Mat supplies, speedi-dry (pallets), bottled water (pallets), 30 traffic cones
32  Size: 12'x15'
3.3  Security: No

34  Adjacencies/comments: Double door (6' opening)

4 Storage Room #3
4.1 Use: Portable generator, air reels, power washer
42  Size:12'x12'
43  Security: No

44  Adjacencies/comments: Double doors (6' opening)

5 Work Room
5.1 Mechanic: No
5.2  Type of work: Minor Repair
5.3  Workbench: Yes
54  Tool storage: Yes
5.5  Power tools: Drill press, bench grinder, arc welder
5.6  Air: 80 gal compressor
5.7  Water: No
5.8  Size: 10'x10’
5.9  Security: No

5.10 Adjacencies/comments: Adjacent maintenance bay

6 Firematic/EMS DeCon/Laundry
6.1 Sink: Yes with sideboards
6.2  Gear Washer: Daniels - Model uw60b20u80001
6.3  Gear dryer: Roper-Model REX3635EW1
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6.4  Clothes washer: Yes - Two Clothes Dryer: Yes - Two

6.5  Drench/Eye Wash: Yes

6.6  Red Bag: Yes

6.7  Blood borne pathogens: Yes

6.8  Holding tank: No

6.9  Backboard cleaning: Yes, hose bib with hot & cold water
6.10  Shower: Yes

6.11 Size: 15'x18’

6.12  Adjacencies/comments: Exterior door, share with Police

7 EMS Storage
7.1 Use: EMS only, gloves, towels, bandages
7.2  Size: 10'x10'
73 Security: Yes

74  Adjacencies/comments: Shelves all around, backboards, locked medicine cabinet(s)

8 Air Room (SCBA)/Oxygen
8.1 Chemical, Biological, Radiological and Nuclear (CBRN): Yes
8.2  Use: Cleaning and repair
83  Size: 15'x15'
8.4  Public access: No
8.5  Sink: Yes Counters: 4 complete sinks with 2 sideboards

8.6  Air compressor: Separate room for compressor, Scott - Model Revolver Air/Simple
Air - compressor with remote fill station

8.7  SCBA storage: Yes Air Bottles — Number & Size: 70 total -12 spares Rack: Yes
8.8  Repair: Yes

8.9  Oxygen Storage: Yes Number of Cylinders: 12

8.10 Vendor Access: Yes-small room, secure

8.11 Adjacencies/comments: Per NFPA 1581, work counter, desk with computer and file.
Use Geargrid bench with bottle storage, need fill whip to tower.

9 Turnout Gear Room
9.1 Use: Move existing GearGrid lockers
9.2 Locker: New lockers of size, color and type to match existing. See 1.10
9.3  Size: As needed

9.4  Adjacencies/comments: Floor drain and exhaust fan
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10 Radio/Meter Room

10.0  Use: Two desks with computers, meters-gas, continuous outlets, work bench,
storage, rechargeable/repair

10.1 Size: 10'x12'

10.2  Adjacencies/comments: Locate as needed

11 Watch Room
11.1  Use: Two stations
11.2 View control: Yes -interior bays & exterior apron and road
11.3  Seating requirements: Two people with computers
11.4  Door operation: Yes-front and rear
11.5 Traffic control: Yes
11.6 Bay lighting: Yes Outside Lighting: Yes
11.7 Internal paging system: Yes
11.8 Siren: No
11.9  Computer equipment: Yes - flexibility for future stations and upgrades
11.10 Closed Circuit TV, Phones, Weather Station: Yes
11.11 File cabinets: Yes
11.12 Console: Yes
11.13 Size: 10'x12’

11.14 Adjacencies/comments: Bays

12 Rest Room at Apparatus Bay
12.1  Describe: Single M/F

12.2  Finishes: Hard surfaces, hose bib, floor drain
Firefighters/EMT’s

13 Firefighter's’/EMS Day Room
13.1  Describe: Great Room - One area with kitchen, dining
13.1.1 Number of Seats/Type: 10 lounges
13.2  Furnishings: Small table - magazines
13.3  Equipment: TV
13.4 Size: As needed
13.5  Adjacencies/comments: Kitchen/Dining, direct path to bays
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14 Kitchen
14.1 Describe: Open concept to dayroom
14.2  Equipment: All stainless steel, commercial grade
14.3  Refrigerators: One with freezer, side by side
14.4 Food Storage: One large cupboard for each shift
14.5  Size: 250 sq ft
14.6  Finishes/Materials: Tile floor and walls to ceiling

14.7  Adjacencies/comments: 6 burner stove, dishwasher, griddle, recycle bins

15 Dining
15.1 Seating: 7-10
15.2  Furnishings: 10 person table
153  Size: 250 sq ft

15.4  Adjacencies/comments: Kitchen and dayroom

16 Exercise — Shared space with Police
16.1 Equipment:
16.1.1 Weights: Yes
16.1.2 Cardio: Yes
16.1.3 Universal: Yes
16.1.4 Other: Handrail, mirrors on one wall, blocking in all walls
16.2  Size: 600-700 sq ft

16.3  Adjacencies/comments: Access to both departments

17 Private Lobby

17.1  Describe: Direct access to firefighter living and administrative areas. Close to staff
parking.

Bunking

18 Bunk Room(s)
18.1 Number: Six Doubles, One is Officer's Bunk Room
18.2  Location suite: Create a bunking suite, quiet/private
18.3  Furnishings: Bed, sidetables, no desk, no wardrobe
18.4 Size: As needed

18.5 Adjacencies/Comments: Expansion for students from community college - up to 4
candidates, direct route to bays
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19 Lockers
19.1 Describe: 70 Lockers total
19.2  Location: In corridor near bunks, widen corridor to accomodate
19.3  Lockers: Quantity: 40 full size and 30 half size
19.4  Locker Size: 24"x24" to hold bedding
19.5  Adjacencies/comments: Either widen corridor enough to surface mount, or recess
into wall with space behind to accommodate the lockers
20 Bath/Showers
20.1 Describe: Individual Rooms-4 rooms req'd
20.2  Location: Near bunks, part of suite
20.3  Size: As needed
20.4  Adjacencies/comments: sink, water closet and shower in each
21 Library/Study Room
21.1  Seating: Counter with 2-3 seats
21.2  Computers/equipment: Yes and wireless
21.3  Size: 10'x12'
21.4  Adjacencies: Task lighting, quiet area, sound batt in walls
22 House Keeping Storage/Janitor
22.1 Describe: Storage, slop sink
222 Size: 6'x8'
22.3 Comments: Broom/mop hanging, shelves, bulk storage, exhaust fan
Administration
23 Training Room — Shared with Police
23.1  Seating: Total 40 at training tables
23.2 AV, TV, Screen, Lectern, whiteboard: Yes
23.3  Computer/communications: Yes, several levels of lighting
23.4  Size: 600 sq ft
23.5  Adjacencies/comments: Shared space with Police , wall divider, 20 each section when
divided
© Pacheco Ross Architects, P.C. 72 Voorheesville Avenue, PO Box 558, (518) 765-5105 fax: 765-5107

Web: www.pra-pc.com Voorheesville, NY 12186 Email: mail@pra-pc.com



Greenfield Fire Department/EMS Program, July 31, 2012, Second Meeting 10/12/12 Revisions underlined and italics page 10

24 Meeting Room Storage
24.1 Use: CPR, training aids, DVD, A/V, some chairs and tables
242  Size: 10'x10'

24.3  Adjacencies/comments: Secure, cabinets and shelves

25 Office #1
25.1 Describe: Chief
25.2  Furnishings: Desk, files, 4 person table
25.3  Size: 12'x15'
25.4  Adjacencies/comments: Shared conference room between Office #1, Chief and #4 Deputy

Chief. Small Closet
26 Office #2

26.1 Describe: Captains and Lieutenants

26.2  Furnishings: Four work stations total for eight people to share
26.3  Size: 280

26.4  Adjacencies/comments: Private lobby & other administrative areas, files for each person

27 Shared Conference Room
27.1 Describe: Chief and Deputy Chief with access from each office

27.2  Fumnishings: Table with seating for six
273 Size: 10%x15'

274  Adjacencies/comments: Also door to corridor

28 Office #3
28.1 Describe: Deputy Chief
28.2  Furnishings: Desk, files, 4 person table
28.3 Size: 12'x15'

28.4  Adjacencies/comments: Private lobby and all other administrative areas, Shared
conference room between Office #1, Chief and #4 Deputy Chief. Small Closet

284 _Executive Assistant
28.5 Describe: Works for Chief and Deputy Chief
28.6  Security: Yes
28.7 Size: 12)x15'

28.8  Adjacencies/comments: Closet w/ shelves for Quartermaster, 8 file cabinets, book
shelves, close to work area
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29 Office #4

29.1 Describe: Public Safety Commissioner

29.2  Furnishings: Desk, file cabinets

29.3  Size: 10'x10'

294  Adjacencies/comments: Off main lobby-near public meeting room
30 EMS Office

30.1 Describe: Future position

30.2 Furnishings: Desk, files

30.3  Size: 10'x12'

30.4 Adjacencies/comments: Docking station for PCR, shelf space for manuals
31 Fire Investigation Office

31.1 Describe: Troopers

31.2  Furnishings: Desk, files

313 Size: 10'x10'

31.4 Adjacencies/comments: Private lobby and all other administrative areas
32 Fire Prevention Office

32.1 Furnishings: Plan table

322 AV/Computer: Yes

32.3 Seating/Size: 12'x15'

324 Adjacencies/comments: Plan Storage and review, Private lobby and all other

administrative areas

33 Work Space

33.1 Describe: Counter, cabinets, office supplies, printer(s), fax, copier

33.2 Size: 100 sq ft

33.3 Adjacencies/comments: Coffee station and small refrigerator, central to all offices
34 Records Storage

34.1 Describe: Files

34.2 Fire Rating: 2 hours

343 Size: 8'x10'

344 Adjacencies/comments: Fire reports, prefer to be near offices
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35 Network/IT
35.1 Describe: Networks for Fire and Police, hub for fob computer
35.2 Security: Yes

35.3 HVAC/Electrical Needs: Yes - UPS, Alarms, chemical sprinker, separate racks for
each deparment with expansion. No PSAP equipment

354 Adjacencies/comments: Dedicated HVAC/AC unit on heat alarm

36 Rest Rooms — Two total, one male and one female
36.1 Describe: For administrative spaces

36.2 Adjacencies/comments: Sink, water closet and urninal for men's room, shower in
men's room

Miscellaneous

37 Janitors Closet(s)
See Housekeeping Storage - Item 22

38 Mechanical Room
38.1 Equipment: Boiler, Water heater, Transfer switch, Main disconnect, Panels, Other
38.2 Size: 20'x24'

38.3 Adjacencies/Comments: Shared-entire building, locate to minimize utility runs

39 Mechanical, Electrical, Plumbing, HVAC, Sprinkler, Alarm
39.1 Mechanical:
39.2  Fuel type: Natural gas
39.3 Heating type in apparatus bay: In- Floor Radiant with high efficiency tankless boilers
39.4 Heating type elsewhere: Mitsubishi: City Mutli System

39.4.1 HVAC comments: Individual control to each space. High efficiency, low
maintenance, reasonable repair costs, better control, smaller size of outside
air intake, LEED credits

39.5 Electrical:

39.6 Bay lighting: Energy efficient fluorescent

39.7 Site lighting: Yes

39.8 Generator: Yes Describe: Kohler-100
39.8.1 Fuel: Diesel

39.9 Generator location: Exterior

39.10 Electrical requirements: Assume 2,000 amp service
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39.10.1Describe: Need protections for PSAP
39.11 Plumbing/Sprinkler:
39.12 Sprinklered: Yes
39.12.1Describe: Entire Facility
39.12.2Comments: Use a a training prop - locate in or near bays
39.13 Plumbing requirements:
39.13.1Describe: 6"-8" service
39.14 Oil/water separator: Yes- 1,000 gal
39.15 Grease trap: Yes - 1,000 gal
39.16 Exterior hose bibs: Yes-All around
39.17 Alarm: Smoke and heat
39.18 Security: Yes
39.18.1 Describe: Building wide fob system

40 Miscellaneous Issues

40.1 Comments: Station alerting system - look at West Net ""First In" system or "Z-
Tron" unit

Public Spaces
41 Public Entry Area

41.1 Describe: Space for original hand pumper
41.2 Size: 12'x20'
41.3  Trophy case(s): Yes Plaque(s): Yes Pictures/Artwork: Yes

41.4  Adjacencies/comments: Paul Revere bell 2'x2', 900 Ibs., lobby to be controlled by
Police Department

42 Coat Area
42.1 Number: 50

42.2  Adjacencies/comments: Community Room

43 Community Room
43.1 Public usage: ZBA, planning, Town Council, Public Safety Commission
43.1.1 Frequency of use: Several times per week
43.1.2 Seating/Number of People: 5-7 member boards
43.1.3 Coffee Bar: Yes
43.1.4 Adjacencies/Comments: Public entry
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